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APPENDIX B

2018 BUILDING CODE SUMMARY
FOR ALL COMMERCIAL PROJECTS

(EXCEPT ONE- AND TWO-FAMILY DWELLINGS AND TOWNHOUSES)

Name of Project: _C Ol UMBUS COUNTY HISTORIC COURTHOUSE
Address: 113 COURTHOUSE Q. WHITEVILLE, NC

Owner/Authorized Agent: STUART CARROLL Phone # ( Q12 ) ©4@- 1828

Zip Code 284712
E-Mail SCARROL 2COLUMBUS.ORG

Owned By: Xcity/County [ private [state

Code Enforcement Jurisdiction: IZI City WHITEVILLE O County [Cstate
CONTACT:

DESIGNER FIRM NAME LICENSE # TELEPHONE # E-MAIL

Architectural COASTAL ARCHITECTURE LEE DIXON 0419 (252) 247-2121 lee@coastalarchitecturenst
Civil ( )

Electrical BURKE DESIGN GROUP BEN BURKE 22038 (98 T1I-1kle benburke@nc rrcom
Fire Alarm  BURKE DESIGN GROUP BEN BURKE 22038 (9% T1I-1le benburke@nc rrcom
Plumbing BURKE DESIGN GROUP BEN BURKE 22038 (9% 11I-1le benburke@nc rrcom
Mechanical BURKE DESIGN GROUP BEN BURKE 22038 (3 11I-1Rle benburke@ncrrcom
Sprinkler-Standpipe N/A ( )

Structural N/A ( )

Retaining Walls > 5 feet High N/A ( )

Other ( ).

(“Other” should include firms and individuals such as truss, precast, pre-engineered, interior designers, etc.)

|:| Shell/Core
[] Phased Construction—Shell Core
[ Prescriptive [] Alteration Level |
[] Repair
[] Chapter 14

[CJNew Building
[CJAddition
2018 NC EXISTING BUILDING CODE:

(check all that apply)

2018 NC BUILDING CODE:

X Alteration Level IlI
CONSTRUCTED: (date) _ 1915

|:| 1st Time Interior Completions

DX Historic Property
[] Alteration Level Il [_] Change of Use

CURRENT USE(S) (Ch. 3): _A3/B COURTROOM / BUSINESS

RENOVATED: (date) _1962'S

PROPOSED USE(S) (Ch. 3): A3/B  COURTROOM / BUSINESS

OCCUPANCY CATEGORY (Table 1604.5): Current: _| Proposed: |l

BASIC BUILDING DATA

Construction Type: A Ju-A Jm-A Ow Ov-a

(check all that apply) []8 RS D -8 [Jv-B

Sprinklers: XINo [ Partial I NFPA 13 [CINFPA 13R [CINFPA 13D (CHAPTER 12 EXEMPTION)
Standpipes: D No Class[]I Cu i [Jwet [Jory

Primary Fire District: [CNo [Jves Flood Hazard Area: DNo [ ]Yes

Special Inspections Required: xNo |:|Yes
GROSS BUILDING AREA TABLE

Eloor Existing (sq ft) New (sq ft) Subtotal
3rd Floor
2nd Floor 843 @ -
Mezzanine
1st Floor 12,189 %) =
Basement 81 D

TOTAL 21219 o -

ENERGY SUMMARY

ENERGY REQUIREMENTS:

The following data shall be considered minimum and any special attribute required to meet the energy code shall also be provided. Each
Designer shall furnish the required portions of the project information for the plan data sheet. If performance method, state the annual energy

cost for the standard reference design versus the annual energy cost for the proposed design.

Existing building envelope complies with code: [_] (If checked, the remainder of this section is not applicable.)

Exempt Building: [X]Provide code or statutory reference: 998 EXISTING BUILDING CODE

Climate Zone: []3A [_J4A[]5A

Method of Compliance:
Energy Code:[_|Performance [_]Prescriptive

ASHSAE 90.1:[]Performance [_]Prescriptive
Other:[] Performance (specify source)

THERMAL ENVELOPE: (Prescriptive method only)
Roof/ceiling Assembly (each assembly)
Description of assembly:

U-Value of total assembly:
R-Value of insulation:
Skylights in each assembly:
U-Value of skylight:
total square footage of skylights in each assembly:

Exterior Walls (each assembly)
Description of assembly

U-Value of total assembly:

R-Value of insulation:

Openings (windows or doors with glazing)
U-Value of assembly:
Solar heat gain coefficient:
projection factor:
Door R-Values:

Walls below grade (each assembly)
Description of assembly:

U-Value of total assembly:
R-Value of insulation:

Floors over unconditioned space (each assembly)
Description of assembly:

U-Value of total assembly:
R-Value of insulation:

Floors slab on grade
Description of assembly:

U-Value of total assembly:
R-Value of insulation:
Horizontal/vertical requirement:
slab heated:

ALLOWABLE AREA
Primary Occupancy Classification(s):
Assembly O a1
Business lZl
Educational[_]

a2 X A-3 O a4 a5

Factory [JF-1 Moderate [ _]F-2 Low
Hazardous [] H-1 Detonate [ _JH-2 Deflagrate[_]H-3 Combust[_]H-4 Health [_|H-5 HPM
Institutional [_] I-1 12 R -4
I-3 Condition  []1 []2
I-2 Conditon ~ []1 []2
I-3Conditon [ ]1 [J2 []3 []4 [5
Mercantile O
Residential Cr-1 [ORr2 ORr3 [ r4
Storage [] s-1 Moderate [] s-2 Low [] High-piled

[[JParking Garage [ JOpen [_]Enclosed
Utility and Miscellaneous[ ]

[C] Repair Garage

Accessory Occupancy Classification(s): A-3
Incidental Uses (Table 509):

This separation is not exempt as a Nonseparated Use (see exceptions).

Special Uses (Chapter 4 — List Code Sections):

Special Provisions: (Chapter 5 — List Code Sections):
Mixed Occuupancy: [CINo{]Yes Separation: _2
X Non-separated Use (508.3)

[ Separated Use (508.4)—See below for area calculations for each story, the area of the occupancy shall be such that the sum
of the ratios of the actual floor area of each use divided by the allowable floor area for each use shall not exceed 1.

Hr. Exception:

Select one
Actual Area of Occupancy A _Actual Area of Occupancy B 1<
Allowable Area of Occupancy A Allowable Area of Occupancy B -
. - <1.00
DESCRIPTION BLDG AREA ®) AREA FOR ALLOWABLE
STORY NO. AND USE PER STORY TABLE DR0.24 FRONTAGE AREA PER STORY OR
(ACTUAL) INCREASE1, 5 UNLIMITED2, 3
I BUSINESS 1289 - 1,125 16,625
I A-3 9243 LS00 1125 625

1. Frontage area increases from Section 506.2 are computed thus:
a. Perimeter which fronts a public way or open space having 20 feet minimum width = 508 (F)
b. Total Building Perimeter = 228 (P)
c. Ratio (F/P) = I (FIP)
d. W = Minimum width of public way = >0 (W)
2. Unlimited area applicable under conditions of Section 507.
3. Maximum Building Area = total number of stories in the building x D (maximum 3 stories) (506.2).

4. The maximum area of open parking garages must comply with Table 406.5.4. The maximum area of air traffic control towers must comply with Table
412.3.1.

5. Frontage increase is based on the unsprinklered area value in Table 506.2.

STRUCTURAL DESIGN
DESIGN LOADS:
Importance Factors: Wind (IW)
Snow (IS)
Seismic (IE)
Live Loads: Roof psf
Mezzanine psf
Floor psf

Ground Snow Load:

psf 7
Basic Wind S ﬁ mph (ASCE-7)
Exposure C&%
SEISMIC DESIGN CATEGORY: \@ OA[B[c[ID
ma

Wind Load:

Provide the following Seismj sign Parameters:
Occupancy Category e 1604.5) ]I [Ju [Jm[Jiv

Spectral Response Acceleration SS %g S1 %9
Site Classification (ASCE 7) OA OsJcPIEF
Data Source: [[] Field Test [JPresumptive [ JHistorical Data
Basic structural system (check one)
[[]Bearing Wall [] Dual w/Special Moment Frame
[]Building Frame [] Dual w/intermediate R/C or Special Steel
[JMoment Frame Inverted Pendulum
Analysis Procedure:[] Simplified Equivalent Lateral Force [_|Dynamic

Architectural, Mechanical, Components anchored? [ |Yes [ |No
LATERAL DESIGN CONTROL: [ Earthquake [] Wind
SOIL BEARING CAPACITIES:
Field Test (provide copy of test report) psf
Presumptive Bearing capacity psf

Pile size, type, and capacity

ALLOWABLE HEIGHT

ALLOWABLE

SHOWN ON PLANS

CODE
REFERENCE

Building Height in Feet (Table 504.3)

55

54'-5"

@43

Building Height in Stories (Table 504.4)

2

2

T504 .4

1. Provide code reference if the “Shown on Plans” quantity is not based on Table 504.3 or 504.4.

FIRE PROTECTION REQUIREMENTS

BUILDING ELEMENT

FIRE

SEPARATION
DISTANCE

(feet)

RATING

REQ'D

PROVIDED

*

REDUCTION)

DETAIL #
AND
SHEET #

DESIGN #
FOR RATED
ASSEMBLY

SHEET #
FOR RATED
PENETRATION

SHEET #
FOR RATED
JOINTS

Structural Frame
Including columns, girders, trusses

Bearing Walls

Exterior

North

30

EXISTING

EXISTING

East

30

EXISTING

EXISTING

West

30

EXISTING

EXISTING

South

VIV IV IV

30

NN NN

NIN|INN

EXISTING

EXISTING

Interior

Nonbearing walls and partitions
Exterior walls

North

East

West

South

Interior walls and partitions

ﬁoor Construction
Including supporting beams
and joists

Floor Ceiling Assembly

Columns Supporting Floors

-Roof Construction, including
supporting beams and joists

Roof Ceiling Assembly

\

Columns Supporting Roof

Shaft Enclosures—Exit

%

EXISTING

EXISTING

Shaft Enclosures—Other

2

EXISTING

EXISTING

Corridor Separation

N NI

@

@

EXISTING

Occupancy/Fire Barrier Separation

NON |SEPARA]

[ED MIXE

D USE

Party/Fire Wall Separation

N/A

Smoke Barrier Separation

N/A

Smoke Partition

N/A

Tenant/Dwelling Unit/
Sleeping Unit Separation

N/A

Incidental Use Separation

N/A

* Indicate section number permitting reduction

MECHANICAL SUMMARY

MECHANICAL DESIGN

MECHANICAL SYSTEMS, SERVICE SYSTEMS AND EQUIPMENT

Thermal Zone
winter dry bulb:
summer dry bulb:

Interior design conditions
winter dry bulb:
summer dry bulb:

SEEME

Building heating load:

Building cooling load:

Mechanical Spacing Conditioning System

Unitary
description of unit
heating efficiency:
cooling efficiency:
size category of unit:
Boiler

Size category. If oversized, state reason.:

Chiller

Size category. If oversized, state reason.:

List equipment efficiencies:

ANICAL

ELECTRICAL DESIGN

ELECTRICAL SUMMARY

ELECTRICAL SYSTEM AND EQUIPMENT

Method of Compliance:
Energy Code:

[[]Prescriptive [_]Performance

ASHRAE 90.1: []Prescriptive [_]Performance

Lighting schedule (each fixture type)

lamp type required in fixture

ez ELECTRICAL

number of ballasts in fixture
total wattage per fixture

total interior wattage specified versus allowed (whole building or space by space)
total exterior wattage specified versus allowed

Additional Prescriptive Compliance
[[]506.2.1 More Efficient Mechanical Equipment
[[]506.2.2 Reduced Lighting Power Density
[[]506.2.3 Energy Recovery Ventilation Systems
[[]506.2.4 Higher Efficiency Service Water Heating
[[1506.2.5 On-Site Supply of Renewable Energy
[[]506.2.6 Automatic Daylighting Control Systems

THESE_DRAWING_AND _SPECIFICATIONS REPRESENT AN _INSTRUMENT OF SERVICE _AND _AS SUCH _SHALL _REMAIN_IN_OWNERSHIP WITH _THE _ARCHITECT. USE_OR _REPRODUCTION BY ANY MEANS, IN WHOLE OR_IN _PART _WTHOUT THE ARCHITECT'S WRITTEN CONSENT, IS PROHIBITED.

e ——

PERCENTAGE OF WALL OPENING CALCULATIONS

DEGREE OF OPENINGS

FIRE SEPARATION DISTANCE PROTECTION ALLOWABLE AREA ACTUAL SHOWN ON PLANS
0, 0,
(feet) FROM PROPERTY LINES (TABLE 705.8) (%) (%)
PUuBLIC WAY UPNS NL EXISTING

LIFE SAFETY SYSTEM REQUIREMENTS

Emergency Lighting: X Yes [INo
Exit Signs: X Yes [INo
Fire Alarm: X Yes XINo

Smoke Detection Systems: [_]Yes XINo
Carbon Monoxide Detection:[]Yes XINo

LIFE SAFETY PLAN REQUIREMENTS

Life Safety Plan Sheet #: G-2, G2, G2.2
X Fire and/or smoke rated wall locations (Chapter 7)
X| Assumed and real property line locations (if not on the site plan)

X Exterior wall opening area with respect to distance to assumed property lines (705.8)

X Occupancy Use for each area as it relates to occupant load calculati
X Occupant loads for each area

X Exit access travel distances (1017)

X Common path of travel distances [Tables 1006.2.1 & 1006.3.2(1)]
X Dead end lengths (1020.4)

X Clear exit widths for each exit door

on (Table 1004.1.2)

X Maximum calculated occupant load capacity each exit door can accommodate based on egress width (1005.3)

X Actual occupant load for each exit door

A separate schematic plan indicating where fire rated floor/ceiling and/or roof structure is provided for purposes of occupancy separation

X Location of doors with panic hardware (1010.1.10)

Location of doors with delayed egress locks and the amount of delay (1010.1.9.7)

X Location of doors with electromagnetic egress locks (1010.1.9.9)
Location of doors equipped with hold-open devices

Location of emergency escape windows (1030)

The square footage of each fire area (202)

The square footage of each smoke compartment for Occupancy Classification 1-2 (407.5)
X Note any code exceptions or table notes that may have been utilized regarding the items above
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ACCESSIBLE | ACCESSIBLE TYPE A TYPE A TYPEB TYPE B A
TOTAL UNITS UNITS UNITS UNITS UNITS UNITS UNITS UNITS
REQUIRED PROVIDED REQUIRED PROVIDED REQUIRED PROVIDED
PROVIDED
NZAA
ACCESSIBILE PARKING
(SECTION 1106)
TOTAL # OF PARKING SPACES # OF ACCESSIBLE SPACES PROVIDED
LOT OR VAN SPACES WITH TOTAL #
PARKING ACCESSIBLE
REGULAR WITH ;
AREA REQUIRED PROVIDED 5' ACCESS AISLE 132" ACCESS 8'ACCESS PROVIDED
AISLE
AISLE
|
TOTAL
PLUMBING FIXTURE REQUIREMENTS
(TABLE 2902.1)

USE WATERCLOSETS URINALS LAVATORIES SHOWERS/ | DRINKING FOUNTAINS
SPACE Male Female Unisex Male Female Unisex TUBS Regular Accessible
EXIST'G - - - - - - - - - -
NEW 2 4 2] 2 3 3 12} N/A - 2
REQD © T @ 2] © © - N/A - 2
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DOOR FRAME
DOOR
NSO e|zE MAT. ©TYLE MAT. ©TYLE TRIM REMARKS
QD24 EXIST - - - - -
OD3A EXIST - - - - -
QD4A EXIST - - - - -
I (2)3'-2" X 1@'-1I" | GLASS A ALUM. ! - O
2B (2)3'-@" X 1-0" | GLASS A ALUM. 2 O
1224 3-2" X T1'-2" GLASS A ALUM. 1 @)
1©3A 3'-0" X T-2" wp. K wp. 3 DTl @@ W EXISTING GLASS
12314 3-0" X 1-0" wp. K wp. 3 DTl (@@ w/ EXISTING GLASS
12324 2'-@" X &'-8" wp. J HM. 3 DT3
@44 - - - - - - EXIST. VAULT DOOR
1214 3-0" X &'-8" wp. K wp. 3 11 | @QED
108A 2'-6" X &6'-8" wo. | HM. 8 o2 |
1224 (2)3'-@" X 1'-@" GLASS A ALUM. 2 - 0@
12,4 3-2" X 6'-8" wp. N HM. & DT2
1134 3-2" X 1-0" WD G HM. 5 P12 |QEXIST. VAULT DOOR OPENING
1314 3-2" X 1'-@" wo G HM. 5 DT2
1144 3-9" X 2'-10" wp. D HM. DTl | DOUBLE ACTION
414 3'-@" X T-0" wo. K wo. 3 DTl (@@ W EXISTING GLASS
1418 3'-0" X T-0" wp. K wp. 3 DTl (@@ W EXISTING GLASS
n4ic 3-2" X 2'-10" wp. D HM. DTl | DOUBLE ACTION
1154 (2)3'-@" X 1'-@" GLASS A ALUM. 2 - DOee®
e A - - - - - - | ExIST. DOOR AND FRAME
A 3-0" X 1'-0" wD. K wD. 3 o1 |@EQD
NI8A 3'-@" X 1'-0" wD. G HM. 5 pta |
1194 3'-2" X 1-02" wp. G HM. 5 o2 |QG®
1204 3-Q" X 1-0" wp. G HM. 5 o2 |@Q®)
1214 3'-@" X 1'-@" wp. G HM. 5 o2 |QGE®)
123A 3'-0" X T-0" wp. G wp. 3 DTl (@@ W EXISTING GLASS
1244 3-@" X 1'-2" wD. K HM. 5 pr2 |(D
12414 3-2" X 1-2" wp. K wp. 3 DTl (@@ W NEW GLASS
1254 3'-2" X 1-0" wp. K HM. 5 o2 |(D
126 A 3-2" X 1-0" wp. K HM. 5 pr2 |(D
1284 2'-6" X &6'-8" wp. | HM. 8 o2 |
1294 (2)3'-@" X 1'-@" GLASS A ALUM. 2 - 0@
1204 3-0" X 1-0" wp. G HM. 5 RO
12014 32" X 1-0" HM. G HM. 5 - @ W/ EXISTING GLASS
1324 3-@" X T-0" wp. G HM. 5 DTz |2
1334 3" X T-o" wp. K wp. 3 DTl (@@ W/ EXISTING GLASS
1344 3-2" X T-0" wD. c wp. 3 D12 |@ w EXISTING GLASS
1354 3-2" X 1'-0" wp. c HM. 3 DT3
126 A - - - - - - EXIST. VAULT DOOR
1274 30" X 1'-0" wD. K wp. 3 o1 @&
1378 2'-10" X 1'-@" wp. M HM. 13 DT3
1384 30" X T-0" wp. K wp. 3 DTl (@@ w/ EXISTING GLASS
138B 3-2" X 1-2" wp. c HM. 5 DT3
1394 30" X T-0" WD, K wD. 3 o1l | @@ W/ EXISTING GLASS
1298 3-2" X 1'-2" wp. c HM. 5 DT2
14DA - - - - - - EXIST. YVAULT DOOR
2004 (2)3-0" X 8-0" wp. L HM. T pTa  |(UB) w ALARM
2008 (2) 3'-0" X &'-0" wD. L HM. I ptz |0 w ALARM
SBPIA DOOR NUMBER NOT USED——
20028 (2)2'-@" X 2'-10" uD. E HM. DTl | DOUBLE ACTION
PP DOOR NUMBER NOT USED——
2014 3'-0" X &'-0" wp. L HM. 12 pTs |@D
SPA DOOR NUMBER NOT USED——
2034 30" X T-0" wp. C HM. 5 pr2 |®
2044 30" X T-0" wD. c HM. 5 pr2 |®
205 3-2" X 1'-@" wp. C HM. 5 pr2 |@QQ
SPTA DOOR NUMBER NOT USED——
2094 3-0" X 1-2" wp. C HM. 5 pt2 |@
2104 3'-@" X 1'-2" wp. c HM. 5 DT3 W/ NEW GLASS
208 3-2" X 1-0" wp. c HM. 5 pta | @D
20C 30" X 8'-0" wp. L HM. 2 ptz |0
2114 3-2" X 1'-@" HM. F HM. 5 DT3 | Q1®R
oz DOOR NUMBER NOT USED——
213A () I'-" X 1'-2" GLASS B HM. 5 DT3 W/ SCREEN DOOR
2138 (2) I'-" X 1'-@" GLASS B HM. 5 DT2 W/ SCREEN DOOR
21314 26" X 1-0" wp. H HM. 5 ptz |@D
21318 2-6" X 1'-0" wp. H HM. . otz |
ek DOOR NUMBER NOT USED——
2148 32" X 1'-0" wp. c HM. 5 prz |
2154 2'-p" X 1'-0" wp. C HM. 1 DT2
206A 30" X T-0" wD. G HM. 5 o2 |
2114 3-0" X &'-0" wp. L HM. 2 btz |0 w ALARM
2184 3-@" X 1-2" wp. G HM. 5 pt2 |(D
2194 30" X T-0" wp. G HM. 5 o2 |
2204 32" X 1-0" wp. G HM. 5 o2 |(D
2208 3-2" X 1-@" wD. G HM. 5 otz |
2214 30" X T-0" wp. G HM. 5 D2 |
222 32" X 1-0" wp. G HM. 5 o2 |(D
2234 32" X 1-0" wp. G HM. 5 P2 |(0QD w ALARM
2238 3'-0" X 1-0" wD. C HM. 5 pT2 |0 w ALARM
2254 3-2" X T'-@" wp. G HM. 5 DT2
2264 3-@" X 1-2" wD. c HM. 5 DT2
22714 (2) 3'-@" X 1'-@" wp. c HM. 4 o2 |(DQD w ALARM
2284 32" X 1-0" wp. c HM. 5 o2 |(D
2224 30" X 1-0" wD. c HM. 5 pta |
2304 (2)3-0" X 1-2" wD. c HM. 4 E00)
DOOR SCHEDULE REMARKS B pael o -ael on -l
. ﬁ%:gfgiéﬁ@?ﬁféf? TeAnsOM GLAS 2213 N 42}/AA_':']'] ?é:lm_l 2 /X_As"]s !
o NEW TRANSOM GLASS TO MATCH EXISTING
e EXISTING YAULT DOORS AND FRAMES TO REMAIN

FLOOR | BAeE WALLS G
oo, ROOM STYLE | STYLE [PN NORTH [PN ©OUTH | PN EA8T | PN wEer | tem | CEENGS | TRIM | CRET, | REMARKS
oI BOILER ROOM EXISTING - EXISTING EXISTING EXISTING EXISTING - EXISTING - -
oD?2 MAINTENANCE OFFICE - - - -
oD3 ELECTRICAL ROOM - - - -
204 | STORAGE ROOM ‘ - ‘ - - -
Q25 CRAUWL SPACE FULLY ENCAPSULATED CRAUL SPACE © - - -
DD UNDER PORTICO SPACE - - -
o1 UNDER VAULT SPACE - - -
Q08 UNDER VAULT SPACE - - -
22 UNDER VAULT SPACE - - -
lo@ SOUTH PORTICO S. CONC. - - - - - - - - - -
121 SOUTH CORRIDOR EHWRF. EX-WD. GUB.-PTD. PLAST PLAST PLAST EX-Wp. PLAST EX-WD. 2'-12"+ | -
122 FUBLIC LOBBY EHWRF. EX-WD. - aGWB-PTD. PLAST PLAST EX-WD. PLAST EX-WP. 2'-12"+ | -
123 CRIMINAL PUBLIC TERMINAL EHWRF. |BA3-PTD. GUB-PTD. GUB-PTD. GUB-PTD. GUB-PTD. CRI-PTD. | GUB.-PTD. TCI-PTD. | 12'-1@"+ | -
1231 CRIMINAL DEPARTMENT EHWRF. |BA2-PTD. GUB-PTD. GUB-PTD. GUWB-PTD. GUWB-PTD. - GUB.-PTD. - 2'-12"+ | -
1232 STORAGE EHUWRF. |BA2-PTD. GuB-PTD. GWB-PTD. GUB-PTD. - - GUB.-PTD. - 2'-12"+ | -
124 FILES STORAGE Lvr. BA2-PTD. cuB-PTD. GWB-FPTD. GuB-PTD. GuB-PTD. - GuB.-PTD. - 13'-3"+ -
125 ELEVATOR LvP VINYL - BY ELEVATOR MANUFACTURE O - 8EE lIl/A-8] FOR TRIM
(2] COPY/WORK LvP. BA2-PTD. GuB-rPTD. GuUB-PTD. GuB-PTD. GUWB-PTD. - GUB.-PTD. - 13'-3"+ -
127 CRIMINAL DEPARTMENT EHWRF. |BA3-PTD. GUB-PTD. GuB-PTD. GuB-PTD. GuB-PTD. CRI-FPTD. | GUB.-FPTD. TCI-PTD. | 12'-12"+ | -
128 TOILET TILE. TILE GuB-PTD. GUB-PTD. GUB-PTD. GUB-PTD. - GUB.-PTD. - 2'-12"+ | -
129 CORRIDOR EHWRF. EX-WD. PLAST PLAST PLAST - EX-WD. PLAST EX-WD. 2'-12"+ | SEE NOTES ON A-| FOR BASE TRIM
2 VESTIBULE S. CONC. - - - - - - - - - -
m STAIR LvP BA3-PTD. PLAST PLAST - - - GuwB.-PTD. - - ARMSTRONG TRO25 STR, OVERLAP STAIR NOSE
112 SERVER ROOM LvP BA2-PTD. GUB-PTD. GUB-PTD. GUWB-FPTD. GUB-PTD. - GUB.-PTD. - 2'-12"+ | -
13 ClviL DEPARTMENT LvP BA2-PTD. GuB-PTD. GuUB-PTD. GUB-FPTD. GUB-PTD. - GUB.-PTD. - 13'-3"+ -
1121 STORAGE Ly BA2-PTD. GuwB-PTD. GWB-PTD. GUB-PTD. GUB-PTD. - GUB.-PTD. - 2'-12"+ | -
114 ClviL CASHIER EHWRF. |BA3Z-PTD. GUWB-PTD. cGuB-PTD. GUB-PTD. GUB-PTD. CRI-FPTD. | GUWB.-PTD. TCI-PTD. | 12'-1@"+ | -
114.] ClviL PuBLIC TERMINAL EHWRF. |BA3-PTD. GUB-PTD. GuB-PTD. GUB-PTD. GUB-~TD. CRI-PTD. | GUB.-PTD. TCI-PTD. | 12'-12"+ | -
5 NORTH CORRIDOR EHWRF. EX-WD. PLAST - PLAST PLAST EX-WD. PLAST EX-WD. 2'-12"+ | -
e NORTH VESTIBULE - - - - - - - - - - -
17 BREAK AREA EHWRF. |BA3-PTD. aGuwB-PTD. GUB-PTD. GuUB-PTD. GUWB-PTD. CRI-PTD. | GUB.-PTD. TCI-PTD. | 12'-1@"+ | -
e TOILET TILE TILE auwB-PTD. GUB-PTD. GUB-PTD. GUB-PTD. - SGC. - 2'-2" -
119 MENS TOILET TILE TILE GUB-PTD. GUB-PTD. GUB-PTD. GUB-PTD. - SGC. - 2'-2" -
22 JANITOR TILE TILE GuUB-PTD. GUWB-PTD. GUWB-PTD. GUWB-PTD. - eGC. - 2'-o" -
1201 TOILET FOTER EHUWRF. |BA3-PTD. GUB-PTD. GUWB-PTD. - GUWB-PTD. - GUB.-PTD. - 2'-1@"+ | -
121 WOMANS TOILET TILE TILE GUB-PTD. GUB-PTD. GUB-PTD. GUWB-PTD. - eGC. - e'-o" |-
122 SECURE STAIR LvP BA3-PTD. PLAST PLAST - - - GUB.-PTD. - - -
123 JANITOR BOILER RM. EHWRF. |BA3-PTD. GUB-PTD. GUB-PTD. GUB-PTD. GUB-PTD. - GUB.-FPTD. - SLOPED| CLEAN CONC. STAIRS, WOOD BASE @ TOFP LANDING ONLYT
124 JUVENILE CLERK EHWRF. BA2-PTD. GUB-PTD. GUB-PTD. GUWB-PTD. GWB-PTD. - GUB.-PTD. - 2'-1@"+ | -
124 HALL EHWRF. |BA3-PTD. aGuB-~TD. aWB-PTD. GUB-PTD. GuUB-PTD. CRI-PTD. | GUB.-PTD. TCI-PTD. | 2'-12"+ | -
125 JUVENILE RECORDS EHWRF. |BA2-FPTD. GUWB-PTD. GWB-PTD. GUWB-PTD. GUB-PTD. - SGaC. - 2'-2" -
26 BOOK KEEPING OFFICE EHWRF. |BA2-PTD. GuUB-PTD. GUWB-PTD. GuB-PTD. GUB-PTD. - GUB.-PTD. - 2'-12"+ | -
127 BREAK ROOM EHWRF. |BA3-PTD. GUB-PTD. GUB-PTD. GUB-PTD. GUB-PTD. - GUB.-PTD. - 2'-12"+ | -
128 TOILET TILE TILE GuB-PTD. cuB-PTD. GUB-PTD. GUB-PTD. - GUB.-PTD. - 2'-12"s | -
129 WEST CORRIDOR EHWRF. EX-WD. PLAST PLAST - PLAST EX-WD. PLAST EX-WD. 2'-12"+ | -
120 JANITOR TOILET TILE TILE GuwB.-~TD. GuB.-PTD. GuB.-PTD. GuB.-FPTD. - GUB.-PTD. - w'-o" |-
122.1 HALL TILE BA2-PTD. GuB.-PTD. GUB.-PTD. GuB.-PTD. GuB.-PTD. - GuB.-FPTD. - 2'-12" | -
131 WEST VESTIBULE . CONC - - - - - - - - - -
122 TOILET TILE TILE GuB-PTD. GUB.-PTD. GUB-PTD. GUB.-PTD. - GUB.-PTD. - 2'-12" | -
123 ESTATES DEPARTMENT EHWRF. |BA3-PTD. GUB-PTD. GUB-PTD. GUB-PTD. GuUB-PTD. CRI-PTD. | GUB.-PTD. TCI-PTD. | 12'-1@"+ | -
134 SFPECIAL PROCEEDINGS CLERK EHWRF. |BA2-PTD. GUB-PTD. GUB-PTD. GWB-PTD. GUWB-PTD. - GuB.-PTD. - 2'-1"s | -
125 ESTATES CLERK EHWRF. |BA2-PTD. GuB-FPTD. GUB-PTD. GuB-PTD. GuUB-PTD. - GwB.-PTD. - 2'-12"+ | -
126 VAULT LvT BA2-PTD. GUWBS-PTD. cuB-PTD. GuB-~TD. GuB-PTD. - GUB.-PTD. - 13'-3"« | -
127 ESTATES WAITING LvT BA3-PTD. GuB-PTD. GUB-PTD. GUB-PTD. GUB-PTD. CRI-FPTD. | GUB.-PTD. TCI-PTD. | 12'-12"+ | -
128 ESTATES HEARING EHWRF. |BA3-PTD. auB-PTD. GUB-PTD. GuB-PTD. GUB-PTD. CRI-PTD. | GUB.-PTD. TCI-PTD. | 12'-12"+ | -
129 CLERKS OFFICE EHWRF. |BA3-PTD. GuB-PTD. cGUB-PTD. GuB-PTD. GUB-PTD. CRI-PTD. | GUB.-PTD. TCI-PTD. | 2'-1@"+ | -
140 CLERKS VAULT LvT BA2-PTD. GUB-PTD. GUB-PTD. GUB-PTD. GUB-PTD. - - - 13'-3" -
200 COURTROOM EHWRF. BAI-PTD. GUB.-PTD. - GUB.-PTD. GuB.-PTD. CRI-PTD. | GUB.-PTD. |CCMI-PTD.| 19'-2"+ | -
200.| JURY CARPET BAI-PTD. - GuB.-PTD. - GuB-PTD. CRI-PTD. | GUB.-PTD. |CCMI-PTD.| 19'-2":+ | -
2002 PLAINTIFF/DEFENDANT AREA CARFET | BAI-PTD. - GUB.-PTD. - - CRI-PTD. | GUB.-PTD. |CCMI-PTD.| I9'-@2"+ | -
200.3 JURYT CARPET BAI-PTD. - GUB.-PTD. GUWB.-PTD. - CRI-PTD. | GUB.-PTD. |CCMI-PTD.| I9'-2"+ | -
201 AOCC. ELECT. LvT BA2-PTD. GuB.-PTD. GuUB.-PTD. GUB.-PTD. GuB.-PTD - GuB.-PTD. - 2'-12"+ | -
292 ROOM NUMBER NOT USED ROOM NUMBER NOT USED
203 WOMEN'S TOILET TILE TILE GuB.-FTD. GUWB.-PTD. GUB.-PTD. GuB.-FTD. - GUB.-PTD. - 2'-12"+ | -
204 MEN'S TOILET TILE TILE GuB.-~TD. GuB.-PTD. GuwB.-PTD. GuB.-PTD. - GuB.-PTD. - 2'-12"+ | -
205 HALL EHWRF. |BA3-PTD. GUB.-PTD. GUB.-PTD. GUB.-PTD. GUB.-PTD. CRI-PTD. | GUWB.-PTD. TCI-PTD. | 12'-12"+ | -
205 JANITOR'S CLOSET TILE TILE GuB.-PTD. GUB.-PTD. GUB.-PTD. GuB.-PTD. - GUB.-FPTD. - 2'-12"+ | -
200 STAIR LvP BA3-PTD. GuB.-~TD. GuB.-PTD. - auB.-PTD. - GuB.-PTD. TCI-PTD. | 2'-12"+ | ARMSTRONG TRO35 STR, OVERLAP STAIR NOSE
26 ROOM NUMBER NOT USED ROOM NUMBER NOT USED
208 ELEVATOR LvP VINYTL - BY ELEVATOR MANUFACTURE © - SEE 1I/A-8. FOR TRIM
209 TOILET TILE TILE GUB.-FPTD. GuB.-PTD. GuB.-PTD. aB.-PTD. - GuUB.-PTD. - 2'-12"s | -
212 JURT ASSEMBLY CARPET |BA3-PTD. GUB.-PTD. GUB.-PTD. GUB.-PTD. GUB.-PTD. CRI-PTD. | GUWB.-PTD. TCI-PTD. | 12'-1@"+ | -
211 ELEVATOR EQUIFPMENT . CONC. VINYTL CMU.-PTD. CMU.-PTD. CMU.-PTD. CMU.-PTD. - GUB.-PTD. - s'-o" -
212 JURY DELIBERATION CARFET |BA3-FPTD. GUB.-FPTD. GUB.-PTD. GUB.-PTD. GUB.-PTD. - GUB.-PTD. - 2'-12"+ | -
213 BALCONTY S. CONC. - EX-BRICK - EX-BRICK EX-BRICK - - - - -
213 CORRIDOR CARPET |BA3-PTD. GuB.-PTD. GuB.-PTD. - - - GuB.-PTD. - 2'-12"+ | -
214 VISITING JUDGE'S CHAMBERS NEW-HARD |BA2-PTD. GUWB.-PTD. GUB.-PTD. GUB.-PTD. GUB.-PTD. CRI-PTD. | GUWB.-PTD. TCI-PTD. | 12'-1@": | -
215 TOILET TILE TILE GWB.-PTD. GUB.-PTD. GUB.-PTD. GUB.-PTD. - GUB.-FPTD. - 2'-12"s | -
2le TOILET TILE TILE GuB.-PTD. GuB.-PTD. GuwB.-PTD. GuB.-PTD. - SGC. - o'-o" | -
211 CORRIDOR EHWRF. BAZ-PTD GUWB.-PTD. GUB.-PTD. GUB.-PTD. GUB.-PTD. CRI-PTD. | GUWB.-PTD. TCI-PTD. | 12'-12"+ | -
218 COURT REFPORTER EHWURF. |BA2-PTD. GUB.-PTD. GUB.-PTD. GUB.-PTD. GuB.-PTD. - GuB.-PTD. - 2'-12"+ | -
219 RESIDENT SUPERIOR COURT JUDGE'S OFFICE NEW-HARD |BA2-PTD. GUB.-PTD. GuB.-PTD. GUB.-PTD. GuUB.-PTD. - GuB.-PTD. - 2'-12"+ | -
220 BREAK/COPY EHWRF. |BA2-PTD. GUWB.-PTD. GUB.-PTD. GUB.-PTD. GUB.-PTD. - GUB.-PTD. - 2'-12"+ | -
221 TOILET TILE TILE GuwB.-PTD. GUB.-PTD. GUB.-PTD. GUB.-PTD. - GuB.-PTD. - 2'-12"+ | -
222 TCC. EHWRF. |BA2-PTD. GUB.-PTD. GUB.-PTD. GUB.-PTD. GUB.-PTD. - GWB.-PTD. - 2'-12"+ | -
223 WAITING EHWURF. |BA2-PTD. GUB.-PTD. GUB.-PTD. GUB.-PTD. GUB.-PTD. - GUB.-PTD. - 12'-12"+ | -
224 STAIR LvP BA3-FPTD. GUB.-PTD. GuUB.-PTD. GuB.-PTD. - - GuB.-PTD. TCI-PTD. | 12'-12"+ | -
224 HALL EHWRF. |BA3-PTD. GUB.-PTD. GUB.-PTD. - GUB.-PTD. CRI-PTD. | GUB.-PTD. TCI-PTD. | 12'-12"+ | -
225 TOILET TILE TILE GuB.-FPTD. GUWB.-PTD. GUB.-PTD. GuB.-FTD. - GuB.-PTD. - 2'-12"s | -
220 WITNESS WAITING LvT BA2-PTD. GUB.-PTD. GuUB.-PTD. GuB.-PTD. GuB.-PTD. - GuB.-PTD. - 2'-12"+ | -
221 COURT LOBBT EHWRF. |BA3-PTD. GUWB.-PTD. GUWB.-PTD. GUB.-PTD. GUB.-PTD. CRI-PTD. | GUB.-PTD. TCI-PTD. | 12'-12"+ | -
228 BAILIFF LvT BA2-PTD. GUB.-PTD. GUB.-PTD. GUB.-PTD. GuUB.-PTD. - GUB.-FPTD. - 2'-12"+ | -
229 CONFERENCE LvT BA3-PTD. GUB.-PTD. GuB.-PTD. GUB.-PTD. GuUB.-PTD. CRI-PTD. | GUWB.-PTD. TCI-PTD. | 12'-12"+ | -
230 COURT FOTER EHWRF. |BA2-PTD. GUB.-PTD. GUWB.-PTD. GUWB.-PTD. GUWB.-PTD. CRI-PTD. | GUB.-PTD. TCI-PTD. | 12'-1@"+ | -

(1) PANIC HARDWARE ¢ CLOSERS (2) CLOSERS (3) PUsH PULL (4) EXISTING TRANSOM (B) NEW TRANSOM (&) MAGNETIC LOocK

(D KETLESS ENTRY STSTEM (8) DOOR BUZZER (2) HANDICAP PUSH BUTTON ({9) TRIM ON PUBLIC SIDE ONLY (12) 1-1/2 HOUR RATED B-LABEL

EXIST. DOOR OFPENING TO REMAIN - CONTRACTOR TO VERIFY EXACT ROUGH OFENING
SIZE. NEW DOOR TO ACCOMMODATE EXIST, OPINING (TRIM DOORS AS REQ'D)

ROOM FINISH SCHEDULE REMARKS

NOTE: ALL GUWB TO BE MOLD/MILDEW RESISTANT

EHUWRF. - EXISTING HARD WOOD FLOORING CARPET - LUXURY ROLL CARPET

REFINISHED

EX-WD. - EXISTING WOOD TRIM PAINTED
LVT/LVP - LUXURY VINTYL FLOORING
GUB-PTD. - GYPSUM BOARD PAINTED

NEW-HARD - NEW HARDWOOD FLOOR
TILE - 12x12 UNGLAZED FLOOR TILES
8GC. - SUSPENDED GYPSUM CEILING

PLAST - EXIST. REFINISHED PLASTER, SEE SHEET [-1

. CONC. - PAINTED CONCRETE
S. CONC. - SEALED CONCRETE

BAl - I/A-81

BA2 - 2/A-8l
BA3Z - 3/A-8]
CRI - 4/A-81

DTl - B5/A-81 D712 - 1©/A-8l
TW - e/A-81 DT3 - lI/A-8l
cCcHl - 1/A-8l

TCl - 8/A-8l

THESE_DRAWING _AND_SPECIFICATIONS REPRESENT AN INSTRUMENT OF SERVICE AND AS SUCH SHALL REMAIN IN_OWNERSHIP WITH THE ARCHITECT. USE_OR REPRODUCTION BY ANY MEANS, IN WHOLE OR IN PART, WITHOUT THE ARCHITECT'S WRITTEN C

ONSENT, IS _PROHIBITED.
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NOTE:

o PRESSURE WASH AND CLEAN EXTERIOR OF BUILDING.

e RE-POINT EXTERIOR BRICK.

e SCRAPE AND CLEAN ALl WOOD TRIM. REFPLACE ANY
PAMAGED OR ROTTEN WOOD AND REFPAINT.

e REPAINT ALL WHITE STONE TO MATCH TRIM.

e CHECK ROOF FOR LEAKS AND REPAIR.

e SCRAPE AND REPAINT ALL HANDRAILS.

o INFILL EXIST. HVYAC UNITS OFPENINGS WITH STORED

BRICK.

e REMOVE EXISTING TERRA COTTA TILE ON PORTICOS
AND STAIRS. REFPLACE W/ NEW BRICK PAVERS. SEE

DETAIL I/A-85.
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TOILET ACCESSORY SCHEDULE

Mark | [tem MODEL # Mtg. Ht. | Remarke . 2-0"
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. 4
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TA-3 | PAPER TUL DISP. B-2262 | 4'-0" MAX. |HEIGHT TO DISP. OUTLET OR DISPENSER LEVER ' 24 FRATE @ 776 02
.\l Rt
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" Z ROUGH-IN 8UPPLY 4 WASTE HIGH TO TA-
TA-5 | GRAB BAR 42" JORCEALER PIOUNTING B-6806x42 | 3'-0" MAX. |HEIGHT TO CENTER 8 * ALLOW 8LOPE OF REMOVABLE exifer 2
TA-6 |GRAB BAR 36" [Sa it anea NG B-6806X36| 3'-0" MAX. |HEIGHT TO CENTER - ST 1 ANCHOR NALERS O
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- " _ 3|_3II " = n [ n
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TA-8 |GRAB BAR 24" [ oam mr anap VTING B-6806x24 | 3'-0" MAX. |HEIGHT TO CENTER / LINE
TA-9 |KOALA BABY CHANGING STATION KB200 421" MAX. |HEIGHT TO MOUNTING HOLES N D e INDICATES 24" ExST. WALL TO BE
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* MODEL NUMBERS ARE BOBRICK, UON. BRADLEY, ¢ FRANKLIN ARE APPROVED EQUALS. SUBMIT CUT SHEETS FOR APPROVAL.

* SUBMIT SHOP DRAUWINGS FOR ALL TOILET PARTITION CONFIGURATIONS
* ALL HANDRAILS SHALL BE BLOCKED TO SUFPFPORT A 252 LB. LOAD MINIMUM

/A YANITY DETAIL
W SCALE: 3(4”;]'=@u

2\ TOILET 225
Wécéﬁgg ]/4”;1'=@u

I\

AN

TA-3

~\NEW TOILET 229

&g/ ecale 2

]I=@|I

(=

TOILET 132

G/ ecale. %'

1I=@H

pppzizzzizzzzzzzz
5'-2"
| — — — ] ),
T - - T - TA-3 5
. WOMEN TA-I+—= 1P B D
% 7
/ ,‘
| AR
j P Al 000
B L
| B )
S 0 7 { - — 2
- 7 IS P
o~ 7| | 7 - 7o o
! %' 0 / \
L - I
| P e | L e
o [ 7 - — ADA MOUNTEE E ]_E 2
B B R /MNEW TOILET 216
o . L N ;
7 / ! | " \\\ e
¢+ — . e, . \&-8/ CALE: '4"=1'-O"
= % % ////,«:«'///I////// . N i =
o f =
‘g oo [ U N
7 7 i !
= 7 L0000, I
//' K W ___H [ 1]
oINS, 2-10" + ,
2
7
.
7

N ///////////////
RN TA-3 ]
Z

b TOILET

)

\NEW WOMAN/MEN TOILET 203 ¢ 204 A\NEW WOMANS TOILET 121

\&-C/ &CALE: 4'=1-O'

(F?aq
|

&2/ ECALE. u = 1-O

KTA-B
\

TA-1 —

TA-4

TA-4—1

TA-2
TA-5

2\ TOILET 128

TA-8— “TA-T |
TA-2

TA-5

/N TOILET 120
W%SAQE 1/4”:1'=@u

7\ TOILET 118
&g/ ecalE: % =-0

G2/ eCalE. 4 =1-0

THESE_DRAWING_AND _SPECIFICATIONS REPRESENT AN _INSTRUMENT OF SERVICE_AND _AS SUCH_SHALL _REMAIN_IN_OWNERSHIP WITH _THE ARCHITECT. USE_OR _REPRODUCTION BY ANY MEANS, IN WHOLE OR_IN _PART _WTHOUT THE ARCHITECT'S WRITTEN CONSENT, IS _PROHIBITED.

4'-2" 4

PROVIDE NEW 2xI1© 2 15"
OC. W/ 24" ADVANTECH

2 AREA OF DEMOLITION TA-4

NEW WALL

LINE

S\ |
X

TA-6—

16 @ 14
5
L

77

TA-2 j
TA-1
TA-5

2\ TOILET 22!

—TA-3

\EXIST. WALL TO BE

REMOVED

W %Céﬁgg 144";1'=@||

TA-2
TA-5

2\ TOILET 215

— \;\_\—TA-‘I I

\&-¢) ECALE:. 4 '=I-O'

AA\NEW MENS TOILET 119

Coastal

ﬁcrchitecture> )

S ————

* Architectural
Design

« Planning

e Interiors

Member of the American
Institute of Architects

Lee D. Dixon, Jr., AIA
252-247-2127
lee@coastalarchitecture.net

4206 Bridges St. Ext.,
Suite C
Morehead City, NC
28557

www.CoastalArchitecture.net

NORTH CAROLINA

113 COURTHOUSE SQ.

COLUMBUS COUNTY COURTHOUSE
WHITEVILLE,

\&-¢/ eCALE: 4,"=1'-O'
TA-1
TA-4
AR\ \
ﬁ \ \
L] Tﬂt‘j

I N I

0

4'-4" 4

.
LSB

I_@IIt

3'-1"

(1

TOILET 108

G2/ ecalE. % =-0

J
TP g

TA-2

ENLARGED PLANS

190395

ISSUED: 7,/25/22

DWG BY: MES/ TRA

CKD BY: LDD
REVISIONS
SHEET NO.

A-6



AutoCAD SHX Text
ENLARGED PLANS

AutoCAD SHX Text
TOILET 108

AutoCAD SHX Text
SCALE: |"=1'-0"

AutoCAD SHX Text
A-6

AutoCAD SHX Text
1

AutoCAD SHX Text
OF

AutoCAD SHX Text
SHEET NO.

AutoCAD SHX Text
DWG BY:

AutoCAD SHX Text
REVISIONS

AutoCAD SHX Text
CKD BY:

AutoCAD SHX Text
ISSUED:

AutoCAD SHX Text
THESE DRAWING AND SPECIFICATIONS REPRESENT AN INSTRUMENT OF SERVICE AND AS SUCH SHALL REMAIN IN OWNERSHIP WITH THE ARCHITECT. USE OR REPRODUCTION BY ANY MEANS, IN WHOLE OR IN PART, WITHOUT THE ARCHITECT'S WRITTEN CONSENT, IS PROHIBITED.

AutoCAD SHX Text
COLUMBUS COUNTY COURTHOUSE

AutoCAD SHX Text
113 COURTHOUSE SQ.

AutoCAD SHX Text
WHITEVILLE, NORTH CAROLINA

AutoCAD SHX Text
19035

AutoCAD SHX Text
A-6

AutoCAD SHX Text
7/25/22

AutoCAD SHX Text
MES/ TRA

AutoCAD SHX Text
LDD

AutoCAD SHX Text
TOILET 118

AutoCAD SHX Text
SCALE: |"=1'-0"

AutoCAD SHX Text
A-6

AutoCAD SHX Text
2

AutoCAD SHX Text
TOILET 128

AutoCAD SHX Text
SCALE: |"=1'-0"

AutoCAD SHX Text
A-6

AutoCAD SHX Text
3

AutoCAD SHX Text
TOILET 130

AutoCAD SHX Text
SCALE: |"=1'-0"

AutoCAD SHX Text
A-6

AutoCAD SHX Text
4

AutoCAD SHX Text
TOILET 132

AutoCAD SHX Text
SCALE: |"=1'-0"

AutoCAD SHX Text
A-6

AutoCAD SHX Text
5

AutoCAD SHX Text
NEW MENS TOILET 119

AutoCAD SHX Text
SCALE: |"=1'-0"

AutoCAD SHX Text
A-6

AutoCAD SHX Text
6

AutoCAD SHX Text
NEW WOMANS TOILET 121

AutoCAD SHX Text
SCALE: |"=1'-0"

AutoCAD SHX Text
A-6

AutoCAD SHX Text
7

AutoCAD SHX Text
ALL HANDRAILS SHALL BE BLOCKED TO SUPPORT A 250 LB. LOAD MINIMUM

AutoCAD SHX Text
SUBMIT SHOP DRAWINGS FOR ALL TOILET PARTITION CONFIGURATIONS

AutoCAD SHX Text
NOTES:

AutoCAD SHX Text
TA-4

AutoCAD SHX Text
TA-3

AutoCAD SHX Text
TA-6

AutoCAD SHX Text
TA-5

AutoCAD SHX Text
TOILET ACCESSORY SCHEDULE

AutoCAD SHX Text
FRAMELESS MIRROR 24"W X 48"H 

AutoCAD SHX Text
Item

AutoCAD SHX Text
Mark

AutoCAD SHX Text
TA-1

AutoCAD SHX Text
Mtg. Ht.

AutoCAD SHX Text
Remarks

AutoCAD SHX Text
TA-7

AutoCAD SHX Text
TA-2

AutoCAD SHX Text
TA-8

AutoCAD SHX Text
TOILET PAPER HOLDER

AutoCAD SHX Text
HANDICAP AUTOMATIC SOAP DISPENSER

AutoCAD SHX Text
HEIGHT TO DISPENSER

AutoCAD SHX Text
3'-6"

AutoCAD SHX Text
PAPER TWL DISP.

AutoCAD SHX Text
GRAB BAR  36"

AutoCAD SHX Text
GRAB BAR  42"

AutoCAD SHX Text
CONCEALED MOUNTING

AutoCAD SHX Text
CONCEALED MOUNTING

AutoCAD SHX Text
W/ SNAP FLANGE

AutoCAD SHX Text
W/ SNAP FLANGE

AutoCAD SHX Text
HEIGHT TO DISP. OUTLET OR DISPENSER LEVER

AutoCAD SHX Text
HEIGHT TO CENTER

AutoCAD SHX Text
HEIGHT TO CENTER

AutoCAD SHX Text
3'-0" MAX.

AutoCAD SHX Text
4'-0" MAX.

AutoCAD SHX Text
3'-0" MAX.

AutoCAD SHX Text
GRAB BAR  18"

AutoCAD SHX Text
CONCEALED MOUNTING

AutoCAD SHX Text
W/ SNAP FLANGE (VERTICAL)

AutoCAD SHX Text
HEIGHT TO BOTTOM. CENTER OF BAR @ 40" FROM REAR WALL

AutoCAD SHX Text
3'-3"

AutoCAD SHX Text
MODEL NUMBERS ARE BOBRICK, UON. BRADLEY, & FRANKLIN ARE APPROVED EQUALS. SUBMIT CUT SHEETS FOR APPROVAL.

AutoCAD SHX Text
GRAB BAR  24"

AutoCAD SHX Text
CONCEALED MOUNTING

AutoCAD SHX Text
W/ SNAP FLANGE

AutoCAD SHX Text
HEIGHT TO CENTER

AutoCAD SHX Text
3'-0" MAX.

AutoCAD SHX Text
MEN TOILET

AutoCAD SHX Text
204

AutoCAD SHX Text
WOMEN TOILET

AutoCAD SHX Text
203

AutoCAD SHX Text
NEW WOMAN/MEN TOILET 203 & 204

AutoCAD SHX Text
SCALE: |"=1'-0"

AutoCAD SHX Text
A-6

AutoCAD SHX Text
8

AutoCAD SHX Text
NEW TOILET 209

AutoCAD SHX Text
SCALE: |"=1'-0"

AutoCAD SHX Text
A-6

AutoCAD SHX Text
9

AutoCAD SHX Text
TOILET 215

AutoCAD SHX Text
SCALE: |"=1'-0"

AutoCAD SHX Text
A-6

AutoCAD SHX Text
10

AutoCAD SHX Text
NEW TOILET 216

AutoCAD SHX Text
SCALE: |"=1'-0"

AutoCAD SHX Text
A-6

AutoCAD SHX Text
11

AutoCAD SHX Text
TA-5

AutoCAD SHX Text
TA-7

AutoCAD SHX Text
TA-2

AutoCAD SHX Text
TA-8

AutoCAD SHX Text
TA-5

AutoCAD SHX Text
TA-7

AutoCAD SHX Text
TA-2

AutoCAD SHX Text
TA-8

AutoCAD SHX Text
B-2013

AutoCAD SHX Text
B-4288

AutoCAD SHX Text
B-9262

AutoCAD SHX Text
TA-8

AutoCAD SHX Text
TA-7

AutoCAD SHX Text
TA-2

AutoCAD SHX Text
TA-5

AutoCAD SHX Text
TA-8

AutoCAD SHX Text
TA-7

AutoCAD SHX Text
TA-2

AutoCAD SHX Text
TA-5

AutoCAD SHX Text
TOILET 221

AutoCAD SHX Text
SCALE: |"=1'-0"

AutoCAD SHX Text
A-6

AutoCAD SHX Text
12

AutoCAD SHX Text
TOILET 225

AutoCAD SHX Text
SCALE: |"=1'-0"

AutoCAD SHX Text
A-6

AutoCAD SHX Text
13

AutoCAD SHX Text
MATERIAL

AutoCAD SHX Text
PRODUCT

AutoCAD SHX Text
TRADENAME

AutoCAD SHX Text
MODELNUMBER

AutoCAD SHX Text
13

AutoCAD SHX Text
14

AutoCAD SHX Text
15

AutoCAD SHX Text
16

AutoCAD SHX Text
A-7.1

AutoCAD SHX Text
9

AutoCAD SHX Text
10

AutoCAD SHX Text
11

AutoCAD SHX Text
12

AutoCAD SHX Text
A-7.1

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
3

AutoCAD SHX Text
4

AutoCAD SHX Text
A-7

AutoCAD SHX Text
9

AutoCAD SHX Text
10

AutoCAD SHX Text
11

AutoCAD SHX Text
12

AutoCAD SHX Text
A-7

AutoCAD SHX Text
13

AutoCAD SHX Text
14

AutoCAD SHX Text
15

AutoCAD SHX Text
16

AutoCAD SHX Text
A-7

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
3

AutoCAD SHX Text
4

AutoCAD SHX Text
A-7.1

AutoCAD SHX Text
5

AutoCAD SHX Text
6

AutoCAD SHX Text
7

AutoCAD SHX Text
8

AutoCAD SHX Text
A-7.1

AutoCAD SHX Text
TA-4

AutoCAD SHX Text
TA-3

AutoCAD SHX Text
TA-1

AutoCAD SHX Text
TA-3

AutoCAD SHX Text
TA-4

AutoCAD SHX Text
TA-1

AutoCAD SHX Text
TA-2

AutoCAD SHX Text
TA-3

AutoCAD SHX Text
TA-4

AutoCAD SHX Text
TA-1

AutoCAD SHX Text
TA-3

AutoCAD SHX Text
TA-4

AutoCAD SHX Text
TA-1

AutoCAD SHX Text
TA-3

AutoCAD SHX Text
TA-3

AutoCAD SHX Text
TA-4

AutoCAD SHX Text
TA-1

AutoCAD SHX Text
ADA MOUNTED URINAL

AutoCAD SHX Text
5

AutoCAD SHX Text
6

AutoCAD SHX Text
7

AutoCAD SHX Text
8

AutoCAD SHX Text
A-7.2

AutoCAD SHX Text
TA-5

AutoCAD SHX Text
TA-7

AutoCAD SHX Text
TA-2

AutoCAD SHX Text
TA-6

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
3

AutoCAD SHX Text
4

AutoCAD SHX Text
A-7.2

AutoCAD SHX Text
TA-1

AutoCAD SHX Text
TA-4

AutoCAD SHX Text
TA-5

AutoCAD SHX Text
TA-7

AutoCAD SHX Text
TA-2

AutoCAD SHX Text
TA-8

AutoCAD SHX Text
TA-3

AutoCAD SHX Text
TA-1

AutoCAD SHX Text
9

AutoCAD SHX Text
10

AutoCAD SHX Text
11

AutoCAD SHX Text
12

AutoCAD SHX Text
A-7.2

AutoCAD SHX Text
TA-4

AutoCAD SHX Text
TA-6

AutoCAD SHX Text
TA-5

AutoCAD SHX Text
TA-7

AutoCAD SHX Text
TA-2

AutoCAD SHX Text
TA-3

AutoCAD SHX Text
TA-1

AutoCAD SHX Text
TA-4

AutoCAD SHX Text
13

AutoCAD SHX Text
14

AutoCAD SHX Text
15

AutoCAD SHX Text
16

AutoCAD SHX Text
A-7.2

AutoCAD SHX Text
TA-6

AutoCAD SHX Text
TA-1

AutoCAD SHX Text
TA-4

AutoCAD SHX Text
TA-5

AutoCAD SHX Text
TA-7

AutoCAD SHX Text
TA-2

AutoCAD SHX Text
TA-3

AutoCAD SHX Text
17

AutoCAD SHX Text
18

AutoCAD SHX Text
19

AutoCAD SHX Text
20

AutoCAD SHX Text
A-7.2

AutoCAD SHX Text
TA-4

AutoCAD SHX Text
TA-3

AutoCAD SHX Text
TA-2

AutoCAD SHX Text
TA-2

AutoCAD SHX Text
TA-6

AutoCAD SHX Text
TA-5

AutoCAD SHX Text
TA-7

AutoCAD SHX Text
TA-2

AutoCAD SHX Text
TA-6

AutoCAD SHX Text
TA-5

AutoCAD SHX Text
TA-7

AutoCAD SHX Text
TA-2

AutoCAD SHX Text
TA-1

AutoCAD SHX Text
TA-4

AutoCAD SHX Text
TA-1

AutoCAD SHX Text
TA-4

AutoCAD SHX Text
TA-3

AutoCAD SHX Text
TA-4

AutoCAD SHX Text
TA-1

AutoCAD SHX Text
TA-1

AutoCAD SHX Text
5

AutoCAD SHX Text
6

AutoCAD SHX Text
7

AutoCAD SHX Text
8

AutoCAD SHX Text
A-7

AutoCAD SHX Text
TA-8

AutoCAD SHX Text
TA-7

AutoCAD SHX Text
TA-2

AutoCAD SHX Text
TA-5

AutoCAD SHX Text
TA-3

AutoCAD SHX Text
TA-4

AutoCAD SHX Text
TA-1

AutoCAD SHX Text
TA-4

AutoCAD SHX Text
TA-1

AutoCAD SHX Text
TA-7

AutoCAD SHX Text
TA-2

AutoCAD SHX Text
TA-5

AutoCAD SHX Text
TA-3

AutoCAD SHX Text
17

AutoCAD SHX Text
18

AutoCAD SHX Text
19

AutoCAD SHX Text
20

AutoCAD SHX Text
A-7

AutoCAD SHX Text
TA-1

AutoCAD SHX Text
TA-2

AutoCAD SHX Text
TA-3

AutoCAD SHX Text
TA-4

AutoCAD SHX Text
I

AutoCAD SHX Text
R

AutoCAD SHX Text
L

AutoCAD SHX Text
E

AutoCAD SHX Text
E

AutoCAD SHX Text
X

AutoCAD SHX Text
D

AutoCAD SHX Text
I

AutoCAD SHX Text
D.

AutoCAD SHX Text
E

AutoCAD SHX Text
T

AutoCAD SHX Text
S

AutoCAD SHX Text
E

AutoCAD SHX Text
D

AutoCAD SHX Text
R

AutoCAD SHX Text
A

AutoCAD SHX Text
O

AutoCAD SHX Text
N,

AutoCAD SHX Text
C

AutoCAD SHX Text
T

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
R.

AutoCAD SHX Text
J

AutoCAD SHX Text
6419

AutoCAD SHX Text
C

AutoCAD SHX Text
A

AutoCAD SHX Text
R

AutoCAD SHX Text
M

AutoCAD SHX Text
O

AutoCAD SHX Text
R

AutoCAD SHX Text
T

AutoCAD SHX Text
E

AutoCAD SHX Text
G

AutoCAD SHX Text
N

AutoCAD SHX Text
O

AutoCAD SHX Text
R

AutoCAD SHX Text
E

AutoCAD SHX Text
H

AutoCAD SHX Text
R

AutoCAD SHX Text
A

AutoCAD SHX Text
D

AutoCAD SHX Text
C

AutoCAD SHX Text
H

AutoCAD SHX Text
E

AutoCAD SHX Text
L

AutoCAD SHX Text
N.

AutoCAD SHX Text
O

AutoCAD SHX Text
E

AutoCAD SHX Text
C

AutoCAD SHX Text
C.

AutoCAD SHX Text
A

AutoCAD SHX Text
T

AutoCAD SHX Text
N

AutoCAD SHX Text
I

AutoCAD SHX Text
I

AutoCAD SHX Text
T

AutoCAD SHX Text
Y,

AutoCAD SHX Text
c

AutoCAD SHX Text
T

AutoCAD SHX Text
l

AutoCAD SHX Text
l

AutoCAD SHX Text
U

AutoCAD SHX Text
C

AutoCAD SHX Text
T

AutoCAD SHX Text
O

AutoCAD SHX Text
A

AutoCAD SHX Text
S

AutoCAD SHX Text
A

AutoCAD SHX Text
L

AutoCAD SHX Text
A

AutoCAD SHX Text
R

AutoCAD SHX Text
C

AutoCAD SHX Text
p

AutoCAD SHX Text
E

AutoCAD SHX Text
R

AutoCAD SHX Text
C

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
D

AutoCAD SHX Text
N

AutoCAD SHX Text
C

AutoCAD SHX Text
Y,

AutoCAD SHX Text
T

AutoCAD SHX Text
R

AutoCAD SHX Text
A

AutoCAD SHX Text
L

AutoCAD SHX Text
C

AutoCAD SHX Text
O

AutoCAD SHX Text
R

AutoCAD SHX Text
I

AutoCAD SHX Text
O

AutoCAD SHX Text
N

AutoCAD SHX Text
U

AutoCAD SHX Text
T

AutoCAD SHX Text
E

AutoCAD SHX Text
T

AutoCAD SHX Text
S

AutoCAD SHX Text
I

AutoCAD SHX Text
G

AutoCAD SHX Text
E

AutoCAD SHX Text
R

AutoCAD SHX Text
C

AutoCAD SHX Text
E

AutoCAD SHX Text
T

AutoCAD SHX Text
I

AutoCAD SHX Text
H

AutoCAD SHX Text
C

AutoCAD SHX Text
R

AutoCAD SHX Text
A

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
R

AutoCAD SHX Text
T

AutoCAD SHX Text
A

AutoCAD SHX Text
P

AutoCAD SHX Text
O

AutoCAD SHX Text
R

AutoCAD SHX Text
C

AutoCAD SHX Text
L

AutoCAD SHX Text
O

AutoCAD SHX Text
R

AutoCAD SHX Text
A

AutoCAD SHX Text
N

AutoCAD SHX Text
O

AutoCAD SHX Text
R

AutoCAD SHX Text
T

AutoCAD SHX Text
H

AutoCAD SHX Text
A

AutoCAD SHX Text
N

AutoCAD SHX Text
I

AutoCAD SHX Text
CERT. NO.

AutoCAD SHX Text
51792

AutoCAD SHX Text
R

AutoCAD SHX Text
E

AutoCAD SHX Text
M

AutoCAD SHX Text
O

AutoCAD SHX Text
A

AutoCAD SHX Text
E

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
C

AutoCAD SHX Text
E

AutoCAD SHX Text
T

AutoCAD SHX Text
MODEL #

AutoCAD SHX Text
<

AutoCAD SHX Text
<

AutoCAD SHX Text
<

AutoCAD SHX Text
2X4 FRAME @ 2'-0" O.C.

AutoCAD SHX Text
BACKSPLASH 4" SOLID SURFACE

AutoCAD SHX Text
SOLID SURFACE COUNTERTOP 

AutoCAD SHX Text
[" PLYWOOD SKIRT W/ PLAS. LAM. FACE & C.S. WD. SCREWS & GROMMETS @ 4'-0" O.C. MAX

AutoCAD SHX Text
NOTE: SHADED AREA INDICATES [" PLYWOOD FINISHED END PANEL WHERE EXPOSED END OCCURS.

AutoCAD SHX Text
FINISH FLOOR-SEE ROOM FINISH SCHEDULE

AutoCAD SHX Text
PROVIDE 2X4 BLOCKING BETWEEN STUDS & ANCHOR NAILERS TO BLK'G W/ 3/8" DIA. LAG BOLTS

AutoCAD SHX Text
ROUGH-IN SUPPLY & WASTE HIGH TO ALLOW SLOPE OF REMOVABLE SKIRT

AutoCAD SHX Text
VANITY DETAIL

AutoCAD SHX Text
SCALE: ["=1'-0"

AutoCAD SHX Text
A-6

AutoCAD SHX Text
14

AutoCAD SHX Text
B-6806X24

AutoCAD SHX Text
B-6806X18

AutoCAD SHX Text
B-6806X36

AutoCAD SHX Text
B-6806X42

AutoCAD SHX Text
MODELNUMBER

AutoCAD SHX Text
TRADENAME

AutoCAD SHX Text
PRODUCT

AutoCAD SHX Text
MATERIAL

AutoCAD SHX Text
MODELNUMBER

AutoCAD SHX Text
TRADENAME

AutoCAD SHX Text
PRODUCT

AutoCAD SHX Text
MATERIAL

AutoCAD SHX Text
MODELNUMBER

AutoCAD SHX Text
TRADENAME

AutoCAD SHX Text
PRODUCT

AutoCAD SHX Text
MATERIAL

AutoCAD SHX Text
MODELNUMBER

AutoCAD SHX Text
TRADENAME

AutoCAD SHX Text
PRODUCT

AutoCAD SHX Text
MATERIAL

AutoCAD SHX Text
MODELNUMBER

AutoCAD SHX Text
TRADENAME

AutoCAD SHX Text
PRODUCT

AutoCAD SHX Text
MATERIAL

AutoCAD SHX Text
MODELNUMBER

AutoCAD SHX Text
TRADENAME

AutoCAD SHX Text
PRODUCT

AutoCAD SHX Text
MATERIAL

AutoCAD SHX Text
MODELNUMBER

AutoCAD SHX Text
TRADENAME

AutoCAD SHX Text
PRODUCT

AutoCAD SHX Text
MATERIAL

AutoCAD SHX Text
MODELNUMBER

AutoCAD SHX Text
TRADENAME

AutoCAD SHX Text
PRODUCT

AutoCAD SHX Text
MATERIAL

AutoCAD SHX Text
MODELNUMBER

AutoCAD SHX Text
TRADENAME

AutoCAD SHX Text
PRODUCT

AutoCAD SHX Text
MATERIAL

AutoCAD SHX Text
MODELNUMBER

AutoCAD SHX Text
TRADENAME

AutoCAD SHX Text
PRODUCT

AutoCAD SHX Text
MATERIAL

AutoCAD SHX Text
MODELNUMBER

AutoCAD SHX Text
TRADENAME

AutoCAD SHX Text
PRODUCT

AutoCAD SHX Text
MATERIAL

AutoCAD SHX Text
MODELNUMBER

AutoCAD SHX Text
TRADENAME

AutoCAD SHX Text
PRODUCT

AutoCAD SHX Text
MATERIAL

AutoCAD SHX Text
MODELNUMBER

AutoCAD SHX Text
TRADENAME

AutoCAD SHX Text
PRODUCT

AutoCAD SHX Text
MATERIAL

AutoCAD SHX Text
MODELNUMBER

AutoCAD SHX Text
TRADENAME

AutoCAD SHX Text
PRODUCT

AutoCAD SHX Text
MATERIAL

AutoCAD SHX Text
EXIST. WALL TO BE REMOVED  

AutoCAD SHX Text
NEW WALL LINE

AutoCAD SHX Text
NEW WALL LINE

AutoCAD SHX Text
TA-9

AutoCAD SHX Text
TA-9

AutoCAD SHX Text
KOALA BABY CHANGING STATION

AutoCAD SHX Text
KB200

AutoCAD SHX Text
42\" MAX.

AutoCAD SHX Text
HEIGHT TO MOUNTING HOLES

AutoCAD SHX Text
TA-9

AutoCAD SHX Text
EXIST. WALL TO BE REMOVED

AutoCAD SHX Text
PROVIDE NEW 2x10 @ 16" O.C. W/ [" ADVANTECH @ AREA OF DEMOLITION  

AutoCAD SHX Text
PROVIDE NEW 2x10 @ 16" O.C. W/ [" ADVANTECH @ AREA OF DEMOLITION  


!L\wrchitecture> )

S ————

MOLDING ¢ MILLWORK SCHEDULE @ Coastal

ltem Remarke

OB WILLIAMS - OB 29328 OR EQUAL 2
* Architectural

Ixe PAINTED 4opn Design

RAISED PANEL DOOR/ GATE WITH LATCH OR EQUAL

« Planning

WL

________________________ 1
4" TILE COVE BASE [L ——————————————————— S + Interiors
OB WILLIAMS - OB 3812 OR EQUAL | @
| N\
| NglR s
|

I

I

I

I

I

T

I

I

I

| & Tuit g

I —

I 1

| @_ Member of the American
: = Institute of Architects
| 2

I

I Lee D. Dixon, Jr., AlIA
I

I

I

I

I

252-247-2127

lee@coastalarchitecture.net

____________________ -
[' _______________________ ] 4206 Bridges St. Ext.,
Suite C
Morehead City, NC
28557

www.CoastalArchitecture.net

—
7\ COURT REPORTER BOX

\&E) 6CALE: %'=1-O -
IxXl@ PTD. W/ ROUTED EDGES Q 174" PROVIDE 2 m
PLASTIC LAMINATE TOP —— —— — GROMMETED HOLES D
ON 24" PLYWOOD 7 ! ‘
OB WILLIAMS oB-3238 —— 0| [ ﬁ/ﬁ | O
o — \V j T . <
& ] " F'IANI%H N E‘ G’ E
EAL # GRAD
ROWD APPLED o U S
x4 PTD. —— | = D >
i & %\ O m <
oF uo“;lileagg / \ 4'-6" N (4) HEAVY DUTY @) 2R
x& PTD. RETRACTABLE CASTERS
34" ROUND APPLY FELT (e@2LB CAPACITY) D -
2x4 STUD WALL W/ 4" T BoTTon =, —— - O K
FINISH PLYWOOD. ON o i o i E— m o
EA. SIDE PTD. | | | | Z —~ o
i I ] I ] I ] i i I ] I ] I ] i Z
(] (] 2 5
COURT REPORTER ==
N\ BOX SECTION | | | 3 S B
\lEJ 6CALE: % =1-0" i i i i R
i i i i =
ool =Pugs
PLAINTIEE/ OFTIONAL =
DEFENDANT | y -
AREA I —— | S
A 2002 O

A
I
!
)

| o
|
|
coy | || OPTIONAL
|
|
|
j

/ / LOCATION
] / L\\
S b 4 HC. "_7
/
IxI® W/ ROUTED EDGES —~— WITNESS ///
C S e S CLERK JUDGE WITNESS L
PLASTIC LAHINTAOTfE — ] T ] =
OB WILLIAMS OB-3238 = 1 24" ROUND APFLIED :
IxI® PTD. |1 MOULDING - PTD. s
et o o
[
& PTD. —]
OB WILLIAMS — ﬁ o ——— ENLARGED
OB-3938 J DEFENDANT AREA
Ix& PTD. J CORR PLANS, ELEVATIONS
s oo — SIDE ELEVATION FRONT ELEVATION CORR. 12131 « SECTION

190395

ISSUED: 7,/25/22

DWG BY: MES/ TRA

COURT REFPORTER PLAINTI== / CKD BY: __LDD

(2 BOX ELEVATIONS (M DEFENDANT AREA 2002

\(2)) ECALE. ' =1-O' \&-2)) ECALE: 4'=1-O

SHEET NO.

A-61

THESE_DRAWING_AND _SPECIFICATIONS REPRESENT AN _INSTRUMENT OF SERVICE_AND _AS SUCH_SHALL _REMAIN_IN_OWNERSHIP WITH _THE ARCHITECT. USE_OR _REPRODUCTION BY ANY MEANS, IN WHOLE OR_IN _PART _WTHOUT THE ARCHITECT'S WRITTEN CONSENT, IS _PROHIBITED.



AutoCAD SHX Text
ENLARGED DEFENDANT AREA PLANS, ELEVATIONS & SECTION

AutoCAD SHX Text
OF

AutoCAD SHX Text
SHEET NO.

AutoCAD SHX Text
DWG BY:

AutoCAD SHX Text
REVISIONS

AutoCAD SHX Text
CKD BY:

AutoCAD SHX Text
ISSUED:

AutoCAD SHX Text
THESE DRAWING AND SPECIFICATIONS REPRESENT AN INSTRUMENT OF SERVICE AND AS SUCH SHALL REMAIN IN OWNERSHIP WITH THE ARCHITECT. USE OR REPRODUCTION BY ANY MEANS, IN WHOLE OR IN PART, WITHOUT THE ARCHITECT'S WRITTEN CONSENT, IS PROHIBITED.

AutoCAD SHX Text
COLUMBUS COUNTY COURTHOUSE

AutoCAD SHX Text
113 COURTHOUSE SQ.

AutoCAD SHX Text
WHITEVILLE, NORTH CAROLINA

AutoCAD SHX Text
19035

AutoCAD SHX Text
A-6.1

AutoCAD SHX Text
7/25/22

AutoCAD SHX Text
MES/ TRA

AutoCAD SHX Text
LDD

AutoCAD SHX Text
DEFENDANT AREA 200.2

AutoCAD SHX Text
SCALE: |"=1'-0"

AutoCAD SHX Text
A-6.1

AutoCAD SHX Text
1

AutoCAD SHX Text
I

AutoCAD SHX Text
R

AutoCAD SHX Text
L

AutoCAD SHX Text
E

AutoCAD SHX Text
E

AutoCAD SHX Text
X

AutoCAD SHX Text
D

AutoCAD SHX Text
I

AutoCAD SHX Text
D.

AutoCAD SHX Text
E

AutoCAD SHX Text
T

AutoCAD SHX Text
S

AutoCAD SHX Text
E

AutoCAD SHX Text
D

AutoCAD SHX Text
R

AutoCAD SHX Text
A

AutoCAD SHX Text
O

AutoCAD SHX Text
N,

AutoCAD SHX Text
C

AutoCAD SHX Text
T

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
R.

AutoCAD SHX Text
J

AutoCAD SHX Text
6419

AutoCAD SHX Text
C

AutoCAD SHX Text
A

AutoCAD SHX Text
R

AutoCAD SHX Text
M

AutoCAD SHX Text
O

AutoCAD SHX Text
R

AutoCAD SHX Text
T

AutoCAD SHX Text
E

AutoCAD SHX Text
G

AutoCAD SHX Text
N

AutoCAD SHX Text
O

AutoCAD SHX Text
R

AutoCAD SHX Text
E

AutoCAD SHX Text
H

AutoCAD SHX Text
R

AutoCAD SHX Text
A

AutoCAD SHX Text
D

AutoCAD SHX Text
C

AutoCAD SHX Text
H

AutoCAD SHX Text
E

AutoCAD SHX Text
L

AutoCAD SHX Text
N.

AutoCAD SHX Text
O

AutoCAD SHX Text
E

AutoCAD SHX Text
C

AutoCAD SHX Text
C.

AutoCAD SHX Text
A

AutoCAD SHX Text
T

AutoCAD SHX Text
N

AutoCAD SHX Text
I

AutoCAD SHX Text
I

AutoCAD SHX Text
T

AutoCAD SHX Text
Y,

AutoCAD SHX Text
c

AutoCAD SHX Text
T

AutoCAD SHX Text
l

AutoCAD SHX Text
l

AutoCAD SHX Text
U

AutoCAD SHX Text
C

AutoCAD SHX Text
T

AutoCAD SHX Text
O

AutoCAD SHX Text
A

AutoCAD SHX Text
S

AutoCAD SHX Text
A

AutoCAD SHX Text
L

AutoCAD SHX Text
A

AutoCAD SHX Text
R

AutoCAD SHX Text
C

AutoCAD SHX Text
p

AutoCAD SHX Text
E

AutoCAD SHX Text
R

AutoCAD SHX Text
C

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
D

AutoCAD SHX Text
N

AutoCAD SHX Text
C

AutoCAD SHX Text
Y,

AutoCAD SHX Text
T

AutoCAD SHX Text
R

AutoCAD SHX Text
A

AutoCAD SHX Text
L

AutoCAD SHX Text
C

AutoCAD SHX Text
O

AutoCAD SHX Text
R

AutoCAD SHX Text
I

AutoCAD SHX Text
O

AutoCAD SHX Text
N

AutoCAD SHX Text
U

AutoCAD SHX Text
T

AutoCAD SHX Text
E

AutoCAD SHX Text
T

AutoCAD SHX Text
S

AutoCAD SHX Text
I

AutoCAD SHX Text
G

AutoCAD SHX Text
E

AutoCAD SHX Text
R

AutoCAD SHX Text
C

AutoCAD SHX Text
E

AutoCAD SHX Text
T

AutoCAD SHX Text
I

AutoCAD SHX Text
H

AutoCAD SHX Text
C

AutoCAD SHX Text
R

AutoCAD SHX Text
A

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
R

AutoCAD SHX Text
T

AutoCAD SHX Text
A

AutoCAD SHX Text
P

AutoCAD SHX Text
O

AutoCAD SHX Text
R

AutoCAD SHX Text
C

AutoCAD SHX Text
L

AutoCAD SHX Text
O

AutoCAD SHX Text
R

AutoCAD SHX Text
A

AutoCAD SHX Text
N

AutoCAD SHX Text
O

AutoCAD SHX Text
R

AutoCAD SHX Text
T

AutoCAD SHX Text
H

AutoCAD SHX Text
A

AutoCAD SHX Text
N

AutoCAD SHX Text
I

AutoCAD SHX Text
CERT. NO.

AutoCAD SHX Text
51792

AutoCAD SHX Text
R

AutoCAD SHX Text
E

AutoCAD SHX Text
M

AutoCAD SHX Text
O

AutoCAD SHX Text
A

AutoCAD SHX Text
E

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
C

AutoCAD SHX Text
E

AutoCAD SHX Text
T

AutoCAD SHX Text
CORR.

AutoCAD SHX Text
213.1

AutoCAD SHX Text
UP

AutoCAD SHX Text
UP

AutoCAD SHX Text
W5

AutoCAD SHX Text
UP

AutoCAD SHX Text
UP

AutoCAD SHX Text
H.C.

AutoCAD SHX Text
WITNESS

AutoCAD SHX Text
WITNESS

AutoCAD SHX Text
CLERK

AutoCAD SHX Text
JUDGE

AutoCAD SHX Text
200.2

AutoCAD SHX Text
PLAINTIFF/ DEFENDANT AREA

AutoCAD SHX Text
PLAINTIFF / 

AutoCAD SHX Text
OB WILLIAMS - OB 3938

AutoCAD SHX Text
1

AutoCAD SHX Text
1x6 PAINTED 

AutoCAD SHX Text
2

AutoCAD SHX Text
3

AutoCAD SHX Text
4

AutoCAD SHX Text
MOLDING & MILLWORK SCHEDULE

AutoCAD SHX Text
Item

AutoCAD SHX Text
Mark

AutoCAD SHX Text
Remarks

AutoCAD SHX Text
4" TILE COVE BASE

AutoCAD SHX Text
5

AutoCAD SHX Text
OB WILLIAMS - OB 3812

AutoCAD SHX Text
OR EQUAL

AutoCAD SHX Text
OR EQUAL

AutoCAD SHX Text
OR EQUAL

AutoCAD SHX Text
RAISED PANEL DOOR/ GATE WITH LATCH

AutoCAD SHX Text
1

AutoCAD SHX Text
A-7.4

AutoCAD SHX Text
4

AutoCAD SHX Text
A-6.1

AutoCAD SHX Text
OB WILLIAMS OB-3938

AutoCAD SHX Text
1x8 PTD.

AutoCAD SHX Text
[" ROUND

AutoCAD SHX Text
1x6 PTD.

AutoCAD SHX Text
[" ROUND APPLIED MOULDING - PTD.

AutoCAD SHX Text
1x10 PTD.

AutoCAD SHX Text
OB WILLIAMS OB-3938

AutoCAD SHX Text
1x10 W/ ROUTED EDGES 

AutoCAD SHX Text
PLASTIC LAMINATE TOP

AutoCAD SHX Text
BOX ELEVATIONS

AutoCAD SHX Text
SCALE: |"=1'-0"

AutoCAD SHX Text
A-6.1

AutoCAD SHX Text
2

AutoCAD SHX Text
COURT REPORTER 

AutoCAD SHX Text
FRONT ELEVATION

AutoCAD SHX Text
SIDE ELEVATION

AutoCAD SHX Text
OB WILLIAMS OB-3938

AutoCAD SHX Text
1x8 PTD.

AutoCAD SHX Text
[" ROUND

AutoCAD SHX Text
1x4 PTD.

AutoCAD SHX Text
[" ROUND APPLIED MOULDING - PTD.

AutoCAD SHX Text
1x10 PTD.

AutoCAD SHX Text
OB WILLIAMS OB-3938

AutoCAD SHX Text
1x10 PTD. W/ ROUTED EDGES 

AutoCAD SHX Text
PLASTIC LAMINATE TOP ON [" PLYWOOD

AutoCAD SHX Text
2x4 STUD WALL W/ |" FINISH PLYWOOD. ON EA. SIDE PTD.

AutoCAD SHX Text
|" FINISH GRADE PLYWOOD, PTD.

AutoCAD SHX Text
2x4 

AutoCAD SHX Text
(4) HEAVY DUTY RETRACTABLE CASTERS (600LB CAPACITY)

AutoCAD SHX Text
PROVIDE 2 GROMMETED HOLES

AutoCAD SHX Text
APPLY FELT TO BOTTOM PLATE

AutoCAD SHX Text
BOX SECTION

AutoCAD SHX Text
SCALE: ["=1'-0"

AutoCAD SHX Text
A-6.1

AutoCAD SHX Text
3

AutoCAD SHX Text
COURT REPORTER

AutoCAD SHX Text
COURT REPORTER BOX

AutoCAD SHX Text
SCALE: |"=1'-0"

AutoCAD SHX Text
A-6.1

AutoCAD SHX Text
4

AutoCAD SHX Text
ENLARGED PLAN

AutoCAD SHX Text
2

AutoCAD SHX Text
A-6.1

AutoCAD SHX Text
2

AutoCAD SHX Text
A-6.1

AutoCAD SHX Text
3

AutoCAD SHX Text
A-6.1

AutoCAD SHX Text
COURT REPORTER

AutoCAD SHX Text
OPTIONAL LOCATION

AutoCAD SHX Text
OPTIONAL LOCATION


WINDOW CASING
SEE I/A-324

Mark | ltem MODEL # Mtg. Ht. | Remarke Mark | Item Remarke
TA-1 |FRAMELESS MIRROR 24"W X 48"H D 4" TILE COVE BASE
TA-2 | TOILET PAPER HOLDER B-4288 (2 NEW WOOD DOOR AND HOLLOW METAL FRAME
TA-3 |PAPER TUL DISP. B-92&2 4'-@" MAX. |HEIGHT TO DISP. OUTLET OR DISPENSER LEVER
TA-4 |HANDICAP AUTOMATIC SOAP DISPENSER B-2013 3'-5" HEIGHT TO DISPENSER
TA-S |GRAB BAR 42" (O on o e NTING B-6806x42 | 3'-0" MAX. |HEIGHT TO CENTER
TA-6 |GRAB BAR 36" (o i m e TN B-6806X36| 3'-0" MAX. |HEIGHT TO CENTER
TA-3
TA-1 |GRAB BAR l8' OB Ea A IOINING L) |B-68oexie | 3-3"  |HEIGHT TO BOTTOM. CENTER OF BAR & 40" FROM REAR WALL N
TA-8 |GRAB BAR 24" o ra D OUNTING B-6806X24 | 2'-0" MAX. |HEIGHT TO CENTER
PLASTIC ——]
NOTES: LAMINATE
« MODEL NUMBERS ARE BOBRICK, UON. BRADLEY, ¢ FRANKLIN ARE APPROVED EQUALS. SUBMIT CUT SHEETS FOR APPROVAL. FRONT SLOPE,
* SUBMIT SHOP DRAWINGS FOR ALL TOILET PARTITION CONFIGURATIONS, SEE DETAIL
< ALL HANDRAILS SHALL BE BLOCKED TO SUPPORT A 250 LB. LOAD MINIMUM. 14/A-6
« SUBMIT MILLWORK DETAILS FOR APPROVAL.
WINDOW CASING
SEE 1/A-3.4
/
/
GwB-
DOOR CASING L cus-— PTD x
/_ SEE 1©/A-8. &uB- PTD
PTD
5
TA-| hs : g — ] 1A TA-| /—TA-4
AR rd TA-2 TA-4 .y | —TA-3 7
7 7
PLASTIC — — / | T 314> N 5 |
LAMINATE I — | = TA-2
FRONT SLOPE, Nk =T ra PLASTIC ——
SEE DETAIL : $ . r\ll_TAgllNATEE 8
14/A-6 b et ) RO OFE, e
N \HH\HHH\//H\\\H A SEE DETAIL I N I Y
14/A-&

72\ TOILET 122

@ SCALE: I/4 =i .

ZGLUB_
PTD
Va
TA-4
TA-1
TA-1——1
TA-8 /
TA-EQ% —a
TA-2—| -
© 3 /
f ) i 3-p"
_V_V/\\\\\\\\\\\\\\\\

/N TOILET 128

PLASTIC
LAMINATE
FRONT SLOPE,
SEE DETAIL
14/A-&

@ SCALE: 1/-4”;1|=@”

N A O A

2\ TOILET 118

N— GUB-
PTD

w %SA%Z: 1/4”21'5@”

/2 TOILET 122

&V SCALE: % =1-8

WINDOUW CASING
SIMILAR TO
I/A-24

/ e

PTD
2/
/
| — TA-1
TA-3—( ﬂ//— TA-5
-~ q/—TA-B
TA-Z—/H

| I N

A\ TOILET 128
@ %CQIEE 1/4”;1|=@||

2\ TOILET 120

72\ TOILET 120

& ecale 2

1'5@”

™

GuB-
PTD

L DOOR CASING
/ SEE 10/A-81

—TA-3

I

2\ TOILET 128

@ %CA;E 1/4”;1|=@||

TA-] :

N TA-3 g

TA-4—] i

L '

PLASTIC B
LAMINATE  N=2E— /
FRONT SLOPE, %
SEE DETAIL 8 /
14/A-6 a L
[IEENEERE

— GUB-
PTD

— DOOR CASING
SEE 1©/A-8.

<@

2\ TOILET 118

@ SCALE: ]/4 = "

THESE_DRAWING _AND_SPECIFICATIONS REPRESENT AN INSTRUMENT OF SERVICE AND AS SUCH SHALL REMAIN IN_OWNERSHIP WITH THE ARCHITECT. USE_OR REPRODUCTION BY ANY MEANS, IN WHOLE OR IN PART, WITHOUT THE ARCHITECT'S WRITTEN C

SEE DETAIL

& ECALE: %10

TA-I \

TA-4—]

PLASTIC
LAMINATEX ==
FRONT SLOPE, N

14/A-6

L— WINDOW CASING

F1D T sMILAR TO
1 1/A-3.4
s 3
7 8
T —TA-3
—

S L L T T T [ [ T[T

2\ TOILET 128

w SCALE: ]/4”;1'=@||

N GcuB-
PTD
| DOOR cASING
SEE 10/4A-81

2

AN\ TOILET 108

&V 8CALE: 4

II§1IE@II

TA-2
N

P

G-
PTD 7

LIS L T1TJ

7o\ TOILET 132

@ %cégg 1/4”21'5@”

SEE ©0/A-8.

° \

/N TOILET 120

&GV eCalE: % =-0

/ e

PTD

I N

AN\ TOILET 108

| — DOOR CASING

L GuB-
PTD 7

v

N N N A N I

72\ TOILET 122

&V eCalE: & ar-0

TA-1—

/e

PTD

TA-5—\\H E

s TA-2

—TA-3

\ 12'-@"t CH.

AV A O I

7\ TOILET 120

&V ECalE: % =1-0

/ e

\ GUB-

PTD
7 PTD
TA-4
TA-‘I——} N A [/—TA-B I:_’;i\ﬂ
TA-8—_ : % | TA-
g T —— ey yorijA 1
TP . FRONT SLOPE, B
5 SEE DETAIL
CREETy 14/A-6
7 N T T T T 11 I I N I | N
() TOILET 118 /7 TOILET 118
G SCALE: 4 '=-O &7/ ECALE: 4 '=-O"
WINDOW CASING WINDOW CASING
SEE 1/A-3.4 SEE 1/A-34
Zews- —+
P2
N GUB- GWB- r \
PTD PTD TA-4—
, TA-3— Vi .
; T ﬁ\ TA-I :
L | ] 7
TA-2 ===
J: PLASTIC LAMINATE —— || ] —rTA2
FRONT SLOPE, SEE f T
DETAILI4/A-6 “ s
N ) L1 T T TN T [ T \\\I/\\_V_rﬁE
/N TOILET 198 M\ TOILET 1©8
G eCALE. % '=1-O & eCALE: 4 '=1-O'

w %sg;gz 1/4 |I§1|E@”

ONSENT, IS _PROHIBITED.

Coastal

FIL\wrchitecture> )

S ——

* Architectural
Design

« Planning

e Interiors

Member of the American
Institute of Architects

Lee D. Dixon, Jr., AIA
252-247-2127
lee@coastalarchitecture.net

4206 Bridges St. Ext.,
Suite C
Morehead City, NC
28557

www.CoastalArchitecture.net

NORTH CAROLINA

113 COURTHOUSE SQ.

COLUMBUS COUNTY COURTHOUSE
WHITEVILLE,

Q
(LTI g

TOILET INTERIOR
ELEVATIONS

190395

ISSUED: 7,/25/22

DWG BY: MES/ TRA

CKD BY: LDD
REVISIONS
SHEET NO.

A-7



AutoCAD SHX Text
TOILET 108

AutoCAD SHX Text
SCALE: |"=1'-0"

AutoCAD SHX Text
A-7

AutoCAD SHX Text
1

AutoCAD SHX Text
TOILET 108

AutoCAD SHX Text
SCALE: |"=1'-0"

AutoCAD SHX Text
A-7

AutoCAD SHX Text
3

AutoCAD SHX Text
TOILET 108

AutoCAD SHX Text
SCALE: |"=1'-0"

AutoCAD SHX Text
A-7

AutoCAD SHX Text
2

AutoCAD SHX Text
TOILET 108

AutoCAD SHX Text
SCALE: |"=1'-0"

AutoCAD SHX Text
A-7

AutoCAD SHX Text
4

AutoCAD SHX Text
TOILET 118

AutoCAD SHX Text
SCALE: |"=1'-0"

AutoCAD SHX Text
A-7

AutoCAD SHX Text
5

AutoCAD SHX Text
TOILET 118

AutoCAD SHX Text
SCALE: |"=1'-0"

AutoCAD SHX Text
A-7

AutoCAD SHX Text
6

AutoCAD SHX Text
TOILET 118

AutoCAD SHX Text
SCALE: |"=1'-0"

AutoCAD SHX Text
A-7

AutoCAD SHX Text
7

AutoCAD SHX Text
TOILET 118

AutoCAD SHX Text
SCALE: |"=1'-0"

AutoCAD SHX Text
A-7

AutoCAD SHX Text
8

AutoCAD SHX Text
TOILET 128

AutoCAD SHX Text
SCALE: |"=1'-0"

AutoCAD SHX Text
A-7

AutoCAD SHX Text
9

AutoCAD SHX Text
TOILET 128

AutoCAD SHX Text
SCALE: |"=1'-0"

AutoCAD SHX Text
A-7

AutoCAD SHX Text
10

AutoCAD SHX Text
TOILET 128

AutoCAD SHX Text
SCALE: |"=1'-0"

AutoCAD SHX Text
A-7

AutoCAD SHX Text
11

AutoCAD SHX Text
TOILET 128

AutoCAD SHX Text
SCALE: |"=1'-0"

AutoCAD SHX Text
A-7

AutoCAD SHX Text
12

AutoCAD SHX Text
TOILET 130

AutoCAD SHX Text
SCALE: |"=1'-0"

AutoCAD SHX Text
A-7

AutoCAD SHX Text
13

AutoCAD SHX Text
TOILET 130

AutoCAD SHX Text
SCALE: |"=1'-0"

AutoCAD SHX Text
A-7

AutoCAD SHX Text
14

AutoCAD SHX Text
TOILET 130

AutoCAD SHX Text
SCALE: |"=1'-0"

AutoCAD SHX Text
A-7

AutoCAD SHX Text
15

AutoCAD SHX Text
TOILET 130

AutoCAD SHX Text
SCALE: |"=1'-0"

AutoCAD SHX Text
A-7

AutoCAD SHX Text
16

AutoCAD SHX Text
TOILET 132

AutoCAD SHX Text
SCALE: |"=1'-0"

AutoCAD SHX Text
A-7

AutoCAD SHX Text
17

AutoCAD SHX Text
TOILET 132

AutoCAD SHX Text
SCALE: |"=1'-0"

AutoCAD SHX Text
A-7

AutoCAD SHX Text
18

AutoCAD SHX Text
TOILET 132

AutoCAD SHX Text
SCALE: |"=1'-0"

AutoCAD SHX Text
A-7

AutoCAD SHX Text
19

AutoCAD SHX Text
TOILET 132

AutoCAD SHX Text
SCALE: |"=1'-0"

AutoCAD SHX Text
A-7

AutoCAD SHX Text
20

AutoCAD SHX Text
TOILET INTERIOR ELEVATIONS

AutoCAD SHX Text
OF

AutoCAD SHX Text
SHEET NO.

AutoCAD SHX Text
DWG BY:

AutoCAD SHX Text
REVISIONS

AutoCAD SHX Text
CKD BY:

AutoCAD SHX Text
ISSUED:

AutoCAD SHX Text
THESE DRAWING AND SPECIFICATIONS REPRESENT AN INSTRUMENT OF SERVICE AND AS SUCH SHALL REMAIN IN OWNERSHIP WITH THE ARCHITECT. USE OR REPRODUCTION BY ANY MEANS, IN WHOLE OR IN PART, WITHOUT THE ARCHITECT'S WRITTEN CONSENT, IS PROHIBITED.

AutoCAD SHX Text
COLUMBUS COUNTY COURTHOUSE

AutoCAD SHX Text
113 COURTHOUSE SQ.

AutoCAD SHX Text
WHITEVILLE, NORTH CAROLINA

AutoCAD SHX Text
19035

AutoCAD SHX Text
A-7

AutoCAD SHX Text
7/25/22

AutoCAD SHX Text
MES/ TRA

AutoCAD SHX Text
LDD

AutoCAD SHX Text
GWB- PTD

AutoCAD SHX Text
GWB- PTD

AutoCAD SHX Text
GWB- PTD

AutoCAD SHX Text
GWB- PTD

AutoCAD SHX Text
GWB- PTD

AutoCAD SHX Text
GWB- PTD

AutoCAD SHX Text
GWB- PTD

AutoCAD SHX Text
GWB- PTD

AutoCAD SHX Text
GWB- PTD

AutoCAD SHX Text
GWB- PTD

AutoCAD SHX Text
GWB- PTD

AutoCAD SHX Text
GWB- PTD

AutoCAD SHX Text
GWB- PTD

AutoCAD SHX Text
GWB- PTD

AutoCAD SHX Text
GWB- PTD

AutoCAD SHX Text
GWB- PTD

AutoCAD SHX Text
GWB- PTD

AutoCAD SHX Text
GWB- PTD

AutoCAD SHX Text
GWB- PTD

AutoCAD SHX Text
GWB- PTD

AutoCAD SHX Text
4" TILE COVE BASE

AutoCAD SHX Text
1

AutoCAD SHX Text
NEW WOOD DOOR AND HOLLOW METAL FRAME

AutoCAD SHX Text
2

AutoCAD SHX Text
ALL HANDRAILS SHALL BE BLOCKED TO SUPPORT A 250 LB. LOAD MINIMUM.

AutoCAD SHX Text
SUBMIT SHOP DRAWINGS FOR ALL TOILET PARTITION CONFIGURATIONS.

AutoCAD SHX Text
NOTES:

AutoCAD SHX Text
TA-4

AutoCAD SHX Text
TA-3

AutoCAD SHX Text
TA-6

AutoCAD SHX Text
TA-5

AutoCAD SHX Text
TOILET ACCESSORY SCHEDULE

AutoCAD SHX Text
FRAMELESS MIRROR 24"W X 48"H 

AutoCAD SHX Text
Item

AutoCAD SHX Text
Mark

AutoCAD SHX Text
TA-1

AutoCAD SHX Text
Mtg. Ht.

AutoCAD SHX Text
Remarks

AutoCAD SHX Text
TA-7

AutoCAD SHX Text
TA-2

AutoCAD SHX Text
TA-8

AutoCAD SHX Text
TOILET PAPER HOLDER

AutoCAD SHX Text
HANDICAP AUTOMATIC SOAP DISPENSER

AutoCAD SHX Text
HEIGHT TO DISPENSER

AutoCAD SHX Text
3'-6"

AutoCAD SHX Text
PAPER TWL DISP.

AutoCAD SHX Text
GRAB BAR  36"

AutoCAD SHX Text
GRAB BAR  42"

AutoCAD SHX Text
CONCEALED MOUNTING

AutoCAD SHX Text
CONCEALED MOUNTING

AutoCAD SHX Text
W/ SNAP FLANGE

AutoCAD SHX Text
W/ SNAP FLANGE

AutoCAD SHX Text
HEIGHT TO DISP. OUTLET OR DISPENSER LEVER

AutoCAD SHX Text
HEIGHT TO CENTER

AutoCAD SHX Text
HEIGHT TO CENTER

AutoCAD SHX Text
3'-0" MAX.

AutoCAD SHX Text
4'-0" MAX.

AutoCAD SHX Text
3'-0" MAX.

AutoCAD SHX Text
GRAB BAR  18"

AutoCAD SHX Text
HEIGHT TO BOTTOM. CENTER OF BAR @ 40" FROM REAR WALL

AutoCAD SHX Text
3'-3"

AutoCAD SHX Text
MODEL NUMBERS ARE BOBRICK, UON. BRADLEY, & FRANKLIN ARE APPROVED EQUALS. SUBMIT CUT SHEETS FOR APPROVAL.

AutoCAD SHX Text
GRAB BAR  24"

AutoCAD SHX Text
CONCEALED MOUNTING

AutoCAD SHX Text
W/ SNAP FLANGE

AutoCAD SHX Text
HEIGHT TO CENTER

AutoCAD SHX Text
3'-0" MAX.

AutoCAD SHX Text
B-2013

AutoCAD SHX Text
B-4288

AutoCAD SHX Text
B-9262

AutoCAD SHX Text
MOLDING & MILLWORK SCHEDULE

AutoCAD SHX Text
Item

AutoCAD SHX Text
Mark

AutoCAD SHX Text
Remarks

AutoCAD SHX Text
TA-2

AutoCAD SHX Text
TA-1

AutoCAD SHX Text
TA-3

AutoCAD SHX Text
TA-4

AutoCAD SHX Text
TA-2

AutoCAD SHX Text
TA-2

AutoCAD SHX Text
TA-4

AutoCAD SHX Text
TA-1

AutoCAD SHX Text
TA-3

AutoCAD SHX Text
TA-7

AutoCAD SHX Text
TA-2

AutoCAD SHX Text
TA-5

AutoCAD SHX Text
TA-8

AutoCAD SHX Text
TA-1

AutoCAD SHX Text
TA-8

AutoCAD SHX Text
TA-2

AutoCAD SHX Text
TA-5

AutoCAD SHX Text
TA-7

AutoCAD SHX Text
TA-4

AutoCAD SHX Text
TA-3

AutoCAD SHX Text
TA-4

AutoCAD SHX Text
TA-1

AutoCAD SHX Text
TA-3

AutoCAD SHX Text
TA-3

AutoCAD SHX Text
TA-7

AutoCAD SHX Text
TA-2

AutoCAD SHX Text
TA-5

AutoCAD SHX Text
TA-8

AutoCAD SHX Text
TA-3

AutoCAD SHX Text
TA-8

AutoCAD SHX Text
TA-2

AutoCAD SHX Text
TA-5

AutoCAD SHX Text
TA-7

AutoCAD SHX Text
TA-4

AutoCAD SHX Text
TA-3

AutoCAD SHX Text
TA-7

AutoCAD SHX Text
TA-5

AutoCAD SHX Text
TA-2

AutoCAD SHX Text
TA-1

AutoCAD SHX Text
TA-4

AutoCAD SHX Text
TA-1

AutoCAD SHX Text
TA-4

AutoCAD SHX Text
TA-2

AutoCAD SHX Text
TA-5

AutoCAD SHX Text
TA-7

AutoCAD SHX Text
TA-3

AutoCAD SHX Text
TA-2

AutoCAD SHX Text
TA-4

AutoCAD SHX Text
TA-3

AutoCAD SHX Text
TA-3

AutoCAD SHX Text
TA-4

AutoCAD SHX Text
TA-1

AutoCAD SHX Text
TA-3

AutoCAD SHX Text
PLASTIC LAMINATE FRONT SLOPE, SEE DETAIL14/A-6 

AutoCAD SHX Text
PLASTIC LAMINATE FRONT SLOPE, SEE DETAIL 14/A-6

AutoCAD SHX Text
PLASTIC LAMINATE FRONT SLOPE, SEE DETAIL 14/A-6

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
PLASTIC LAMINATE FRONT SLOPE, SEE DETAIL 14/A-6

AutoCAD SHX Text
I

AutoCAD SHX Text
R

AutoCAD SHX Text
L

AutoCAD SHX Text
E

AutoCAD SHX Text
E

AutoCAD SHX Text
X

AutoCAD SHX Text
D

AutoCAD SHX Text
I

AutoCAD SHX Text
D.

AutoCAD SHX Text
E

AutoCAD SHX Text
T

AutoCAD SHX Text
S

AutoCAD SHX Text
E

AutoCAD SHX Text
D

AutoCAD SHX Text
R

AutoCAD SHX Text
A

AutoCAD SHX Text
O

AutoCAD SHX Text
N,

AutoCAD SHX Text
C

AutoCAD SHX Text
T

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
R.

AutoCAD SHX Text
J

AutoCAD SHX Text
6419

AutoCAD SHX Text
C

AutoCAD SHX Text
A

AutoCAD SHX Text
R

AutoCAD SHX Text
M

AutoCAD SHX Text
O

AutoCAD SHX Text
R

AutoCAD SHX Text
T

AutoCAD SHX Text
E

AutoCAD SHX Text
G

AutoCAD SHX Text
N

AutoCAD SHX Text
O

AutoCAD SHX Text
R

AutoCAD SHX Text
E

AutoCAD SHX Text
H

AutoCAD SHX Text
R

AutoCAD SHX Text
A

AutoCAD SHX Text
D

AutoCAD SHX Text
C

AutoCAD SHX Text
H

AutoCAD SHX Text
E

AutoCAD SHX Text
L

AutoCAD SHX Text
N.

AutoCAD SHX Text
O

AutoCAD SHX Text
E

AutoCAD SHX Text
C

AutoCAD SHX Text
C.

AutoCAD SHX Text
A

AutoCAD SHX Text
T

AutoCAD SHX Text
N

AutoCAD SHX Text
I

AutoCAD SHX Text
I

AutoCAD SHX Text
T

AutoCAD SHX Text
Y,

AutoCAD SHX Text
c

AutoCAD SHX Text
T

AutoCAD SHX Text
l

AutoCAD SHX Text
l

AutoCAD SHX Text
U

AutoCAD SHX Text
C

AutoCAD SHX Text
T

AutoCAD SHX Text
O

AutoCAD SHX Text
A

AutoCAD SHX Text
S

AutoCAD SHX Text
A

AutoCAD SHX Text
L

AutoCAD SHX Text
A

AutoCAD SHX Text
R

AutoCAD SHX Text
C

AutoCAD SHX Text
p

AutoCAD SHX Text
E

AutoCAD SHX Text
R

AutoCAD SHX Text
C

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
D

AutoCAD SHX Text
N

AutoCAD SHX Text
C

AutoCAD SHX Text
Y,

AutoCAD SHX Text
T

AutoCAD SHX Text
R

AutoCAD SHX Text
A

AutoCAD SHX Text
L

AutoCAD SHX Text
C

AutoCAD SHX Text
O

AutoCAD SHX Text
R

AutoCAD SHX Text
I

AutoCAD SHX Text
O

AutoCAD SHX Text
N

AutoCAD SHX Text
U

AutoCAD SHX Text
T

AutoCAD SHX Text
E

AutoCAD SHX Text
T

AutoCAD SHX Text
S

AutoCAD SHX Text
I

AutoCAD SHX Text
G

AutoCAD SHX Text
E

AutoCAD SHX Text
R

AutoCAD SHX Text
C

AutoCAD SHX Text
E

AutoCAD SHX Text
T

AutoCAD SHX Text
I

AutoCAD SHX Text
H

AutoCAD SHX Text
C

AutoCAD SHX Text
R

AutoCAD SHX Text
A

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
R

AutoCAD SHX Text
T

AutoCAD SHX Text
A

AutoCAD SHX Text
P

AutoCAD SHX Text
O

AutoCAD SHX Text
R

AutoCAD SHX Text
C

AutoCAD SHX Text
L

AutoCAD SHX Text
O

AutoCAD SHX Text
R

AutoCAD SHX Text
A

AutoCAD SHX Text
N

AutoCAD SHX Text
O

AutoCAD SHX Text
R

AutoCAD SHX Text
T

AutoCAD SHX Text
H

AutoCAD SHX Text
A

AutoCAD SHX Text
N

AutoCAD SHX Text
I

AutoCAD SHX Text
CERT. NO.

AutoCAD SHX Text
51792

AutoCAD SHX Text
R

AutoCAD SHX Text
E

AutoCAD SHX Text
M

AutoCAD SHX Text
O

AutoCAD SHX Text
A

AutoCAD SHX Text
E

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
C

AutoCAD SHX Text
E

AutoCAD SHX Text
T

AutoCAD SHX Text
GWB- PTD

AutoCAD SHX Text
PLASTIC LAMINATE FRONT SLOPE, SEE DETAIL 14/A-6

AutoCAD SHX Text
TA-1

AutoCAD SHX Text
PLASTIC LAMINATE FRONT SLOPE, SEE DETAIL 14/A-6

AutoCAD SHX Text
TA-1

AutoCAD SHX Text
PLASTIC LAMINATE FRONT SLOPE, SEE DETAIL 14/A-6

AutoCAD SHX Text
PLASTIC LAMINATE FRONT SLOPE, SEE DETAIL 14/A-6

AutoCAD SHX Text
CONCEALED MOUNTING

AutoCAD SHX Text
W/ SNAP FLANGE (VERTICAL)

AutoCAD SHX Text
MODEL #

AutoCAD SHX Text
B-6806X24

AutoCAD SHX Text
B-6806X18

AutoCAD SHX Text
B-6806X36

AutoCAD SHX Text
B-6806X42

AutoCAD SHX Text
SUBMIT MILLWORK DETAILS FOR APPROVAL.

AutoCAD SHX Text
DOOR CASING SEE 10/A-8.1

AutoCAD SHX Text
WINDOW CASING SEE 1/A-3.4

AutoCAD SHX Text
DOOR CASING SEE 10/A-8.1

AutoCAD SHX Text
DOOR CASING SEE 10/A-8.1

AutoCAD SHX Text
DOOR CASING SEE 10/A-8.1

AutoCAD SHX Text
DOOR CASING SEE 10/A-8.1

AutoCAD SHX Text
WINDOW CASING SEE 1/A-3.4

AutoCAD SHX Text
WINDOW CASING SEE 1/A-3.4

AutoCAD SHX Text
WINDOW CASING SEE 1/A-3.4

AutoCAD SHX Text
WINDOW CASING SIMILAR TO 1/A-3.4

AutoCAD SHX Text
WINDOW CASING SIMILAR TO 1/A-3.4


!L\Lcrchitecture
Mark | Item MODEL #|Mtg. Ht. | Remarke Mark | Item Remarks \v—’)
TA-l | FRAMELESS MIRROR 24'W X 48"H 0 | oB WLLIAMS - SEE 1@/A-81 OR EQUAL Z _
GUB-PTD. . Arcl_'lltectural
TA-2 |TOILET PAPER HOLDER B-4288 ) Ix& PAINTED 7 Design
TA-3 | PAPER TUL DISP. B-9262 | 4'-@" MAX. |HEIGHT TO DISP. OUTLET OR DISFENSER LEVER 3 RAISED PANEL DOOR/ GATE WITH LATCH OR EQUAL . Planning
2'-12" v
TA-4 |HANDICAP AUTOMATIC SOAP DISPENSER B-2013 3'-5" HEIGHT TO DISPENSER @ 4" TILE COVE BASE ! « Interiors
" CONCEALED MOUNTING .
TA-S |GRAB BAR 42" [Sp ot o B-6806x42 | 3'-0" MAX. |HEIGHT TO CENTER &) o8 WILLIAMS - OB 2812 OR EQUAL SOLID PHENOLIC — |
TA-6 |GRAB BAR 36" [ o m Dnma NG B-6806X36| 3'-2" MAX. |HEIGHT TO CENTER P oL URINAL I
~ 5
TA-1 |GRAB BAR I8t SONGEAtED MOUNTING AL, |B-6806xis | 3-3"  |HEIGHT TO BOTTOM. CENTER OF BAR & 40" FROM REAR WALL PARTITION =11 I~ af I
TA-8 |GRAB BAR 24" oot 2 A2INTING B-6806X24 | 3'-0" MAX. |HEIGHT TO CENTER N eene ot mremenan
TA-9 |KOALA BABY CHANGING STATION KB20o 425" MAX. |HEIGHT TO MOUNTING HOLES *hg/ Miﬁ/ { I
L L L D. Di ., AIA
NOTES: ee 25;.1(‘33’12"7' ’
lee@coastalarchitecture.net
« MODEL NUMBERS ARE BOBRICK, UON. BRADLET, ¢ FRANKLIN ARE APPROVED EQUALS. SUBMIT CUT SHEETS FOR APPROVAL.
* SUBMIT SHOP DRAWINGS FOR ALL TOILET PARTITION CONFIGURATIONS. 4206 Bridges St. Ext.
) ’
e ALL HANDRAILS SHALL BE BLOCKED TO SUPPORT A 250 LB. LOAD MINIMUM. Suite C
- SUBMIT MILLWORK DETAILS FOR APPROVAL. wOM EN '5 Morehead City, NC

@ TO l LET 2 @3 www.CoastalArchitecture.net
w SCALE: l/4 =1 -

2

N

Z Z Z GUB- Z GUB- Z GUB-PTD. D
GWB-PTD. GWB-PTD. PTD. PTD.

7 7 / S
®_\\ — TA-I ®ﬁ\; 1 By m <
O Nl sOLID PHENOLIC \_ \\_ : /:rA-4-- /:rA-4- - d’ Z
Sl T EEer i W N i il | e & N 3

TA-2| PARTITION . . n @ PARTITION : TA-3 ] , , | | // ;%;E% CL)JEINAL D 8
| TA-2 PLASTIC LAMINATE — == ’ \H:L TA-2 - TE= = Gﬁh U] T O H <«
1 l FRONT SLOFE, SEE S~ : IR A lJJ @) N O
< DETAIL 14/A-& 8 8 \\_\¥ \ A \ = D

11 — L i 1 T T 17 LT T T 1 TI-T“\ [T 1T \AL\ N I N I I q L N 1 I O BN L 11 | PLAsTIc LAMINATE — ‘bl-‘z.l‘/a"‘ — — ” N m
e sy gy

% ~

DETAIL 14/A-6
O
WOMEN'S WOMEN'S WOMEN'S MEN'S S 7
AN\TOILET 203 AN\TOILET 203 N\ TOILET 203 FN\TOILET 204 =1
\&-T eCALE: 14"=1'-O' \&-T) eCALE: 14"=1'-O' &V ecAaLE: 14"=1'-0" K eCALE: '4"=1'-0' © 8 -
=
5 GUB- ) 0P [
Z /_& TPTD' Z | D m E
= = M =
] m \ /A& ] -

= = TS 7 e mevaie 2 T 2 e = =

. / TOLET URINAL -

- i : i | PARTITION AL ~ —

TA-B—\ | ’ i \ \ \ \ e % \ o

@)

\ \

: TA-3 TA-4— |TA-l | |[~TA-3
—TA-9 TA-4 TA-1 \]
- : TA-8—

/ PLASTIC LAMINATE

EV
1
b
N
LI

| —TA-4
TA-2\| S
- = e | \ . PLASTIC LAMINATE . TA-5
| i \ TA-2 \ \ FRONT SLOPE, SEE ~ \ ==~ R
; DETAIL 14/A-6 \ TA-2— T

ysor D | . ( L |
MEN'S MEN'S MEN'S WOMAN'S WOMAN'S

/M TOILET 204 o\ TOILET 204 N TOILET 204 2\ TOILET 121 /M TOILET 121

\&- T &CALE: %'=1-O" \&- T eCALE: % '=1-0 \&-TJ eCALE: 4'=1-0 \&- T &CALE: 4'=1-O \&- T 6CALE: %'=1-O'

C‘*‘“B'PTD7 Z G:LUB-F’TD7 Z c-,wa-1==m7 Z G:LUB-PTD7 Z 6UJB-1°TD7 Z GUJB-F’TD7
TOILET INTERIOR
O ELEVATIONS
@ﬁ\ e | : Vi
2 TA-1 %\ 1
o = | i 4 S | |
- s TA-3 N TA-T TA-3 A TA4 S TA-T
TA B o : - N\ L}[ TA-8
Hanon N e ! , [T TA- 19035
. — o | — PLASTIC LAMINATE | | A~ TAS Peoar IINATE UL~ LA
TA-2 g / ¥ FRONT SLOPE, SEE DETAIL 14/4-6 i pe— ISSUED: 7/25/22
DETAIL 14/A-& ~ ea— TA-2 [ —— TA-2
- | / N\ 5 G DWG BY: MES/ TRA
I 725 e e L - %‘ | POy o \ CKD BY: LDD
/ " 1 T T [ [ T [ T T [T L1 T T N O A AV AN N N O A O O N I O A N N/ W_V__E REVISIONS

WOMAN'S O OMAN'S MEN'S @ MEN'S C MEN'S O MEN'S

2\ TOILET 121 2\ TOILET 121 /AN TOILET 119 2\ TOILET 119 N\ TOILET 11D /M TOILET 11D

\&-TJ ECALE: 4= -0 &) &CALE. 4 '=1-O' \&TJ ECALE: 4 '=[-O' \&-TJ ECALE: 4 '=1-O' \&-TJ ECALE: 4= -0 \&TJ ECALE: 4= -0

SHEET NO.

A-71

THESE_DRAWING _AND SPECIFICATIONS REPRESENT AN INSTRUMENT OF SERVICE AND_AS SUCH SHALL REMAIN IN OWNERSHIP WITH THE ARCHITECT. USE_OR_REPRODUCTION BY ANY MEANS, IN WHOLE OR IN PART, WITHOUT THE ARCHITECT'S WRITTEN CONSENT, IS _PROHIBITED.



AutoCAD SHX Text
TOILET 119

AutoCAD SHX Text
SCALE: |"=1'-0"

AutoCAD SHX Text
A-7.1

AutoCAD SHX Text
1

AutoCAD SHX Text
SCALE: |"=1'-0"

AutoCAD SHX Text
A-7.1

AutoCAD SHX Text
2

AutoCAD SHX Text
SCALE: |"=1'-0"

AutoCAD SHX Text
A-7.1

AutoCAD SHX Text
3

AutoCAD SHX Text
SCALE: |"=1'-0"

AutoCAD SHX Text
A-7.1

AutoCAD SHX Text
4

AutoCAD SHX Text
TOILET 119

AutoCAD SHX Text
TOILET 119

AutoCAD SHX Text
TOILET 119

AutoCAD SHX Text
TOILET 121

AutoCAD SHX Text
SCALE: |"=1'-0"

AutoCAD SHX Text
A-7.1

AutoCAD SHX Text
5

AutoCAD SHX Text
SCALE: |"=1'-0"

AutoCAD SHX Text
A-7.1

AutoCAD SHX Text
6

AutoCAD SHX Text
SCALE: |"=1'-0"

AutoCAD SHX Text
A-7.1

AutoCAD SHX Text
7

AutoCAD SHX Text
SCALE: |"=1'-0"

AutoCAD SHX Text
A-7.1

AutoCAD SHX Text
8

AutoCAD SHX Text
TOILET 121

AutoCAD SHX Text
TOILET 121

AutoCAD SHX Text
TOILET 121

AutoCAD SHX Text
TOILET INTERIOR ELEVATIONS

AutoCAD SHX Text
OF

AutoCAD SHX Text
SHEET NO.

AutoCAD SHX Text
DWG BY:

AutoCAD SHX Text
REVISIONS

AutoCAD SHX Text
CKD BY:

AutoCAD SHX Text
ISSUED:

AutoCAD SHX Text
THESE DRAWING AND SPECIFICATIONS REPRESENT AN INSTRUMENT OF SERVICE AND AS SUCH SHALL REMAIN IN OWNERSHIP WITH THE ARCHITECT. USE OR REPRODUCTION BY ANY MEANS, IN WHOLE OR IN PART, WITHOUT THE ARCHITECT'S WRITTEN CONSENT, IS PROHIBITED.

AutoCAD SHX Text
COLUMBUS COUNTY COURTHOUSE

AutoCAD SHX Text
113 COURTHOUSE SQ.

AutoCAD SHX Text
WHITEVILLE, NORTH CAROLINA

AutoCAD SHX Text
19035

AutoCAD SHX Text
A-7.1

AutoCAD SHX Text
7/25/22

AutoCAD SHX Text
MES/ TRA

AutoCAD SHX Text
LDD

AutoCAD SHX Text
GWB-PTD.

AutoCAD SHX Text
GWB-PTD.

AutoCAD SHX Text
GWB-PTD.

AutoCAD SHX Text
PLASTIC LAMINATE FRONT SLOPE, SEE DETAIL 14/A-6

AutoCAD SHX Text
PLASTIC LAMINATE FRONT SLOPE, SEE DETAIL 14/A-6

AutoCAD SHX Text
GWB-PTD.

AutoCAD SHX Text
GWB-PTD.

AutoCAD SHX Text
GWB-PTD.

AutoCAD SHX Text
GWB-PTD.

AutoCAD SHX Text
GWB-PTD.

AutoCAD SHX Text
SCALE: |"=1'-0"

AutoCAD SHX Text
A-7.1

AutoCAD SHX Text
9

AutoCAD SHX Text
TOILET 204

AutoCAD SHX Text
SCALE: |"=1'-0"

AutoCAD SHX Text
A-7.1

AutoCAD SHX Text
10

AutoCAD SHX Text
TOILET 204

AutoCAD SHX Text
GWB-PTD.

AutoCAD SHX Text
SCALE: |"=1'-0"

AutoCAD SHX Text
A-7.1

AutoCAD SHX Text
11

AutoCAD SHX Text
TOILET 204

AutoCAD SHX Text
SCALE: |"=1'-0"

AutoCAD SHX Text
A-7.1

AutoCAD SHX Text
12

AutoCAD SHX Text
TOILET 204

AutoCAD SHX Text
GWB-PTD.

AutoCAD SHX Text
GWB- PTD.

AutoCAD SHX Text
GWB- PTD.

AutoCAD SHX Text
SCALE: |"=1'-0"

AutoCAD SHX Text
A-7.1

AutoCAD SHX Text
13

AutoCAD SHX Text
TOILET 203

AutoCAD SHX Text
SCALE: |"=1'-0"

AutoCAD SHX Text
A-7.1

AutoCAD SHX Text
16

AutoCAD SHX Text
TOILET 203

AutoCAD SHX Text
SCALE: |"=1'-0"

AutoCAD SHX Text
A-7.1

AutoCAD SHX Text
14

AutoCAD SHX Text
TOILET 203

AutoCAD SHX Text
SCALE: |"=1'-0"

AutoCAD SHX Text
A-7.1

AutoCAD SHX Text
15

AutoCAD SHX Text
TOILET 203

AutoCAD SHX Text
GWB-PTD.

AutoCAD SHX Text
TA-3

AutoCAD SHX Text
TA-4

AutoCAD SHX Text
OB WILLIAMS - SEE 10/A-8.1

AutoCAD SHX Text
1

AutoCAD SHX Text
1x6 PAINTED 

AutoCAD SHX Text
2

AutoCAD SHX Text
3

AutoCAD SHX Text
4

AutoCAD SHX Text
ALL HANDRAILS SHALL BE BLOCKED TO SUPPORT A 250 LB. LOAD MINIMUM.

AutoCAD SHX Text
SUBMIT SHOP DRAWINGS FOR ALL TOILET PARTITION CONFIGURATIONS.

AutoCAD SHX Text
NOTES:

AutoCAD SHX Text
TA-4

AutoCAD SHX Text
TA-3

AutoCAD SHX Text
TA-6

AutoCAD SHX Text
TA-5

AutoCAD SHX Text
TOILET ACCESSORY SCHEDULE

AutoCAD SHX Text
FRAMELESS MIRROR 24"W X 48"H 

AutoCAD SHX Text
Item

AutoCAD SHX Text
Mark

AutoCAD SHX Text
TA-1

AutoCAD SHX Text
Mtg. Ht.

AutoCAD SHX Text
Remarks

AutoCAD SHX Text
TA-7

AutoCAD SHX Text
TA-2

AutoCAD SHX Text
TA-8

AutoCAD SHX Text
TOILET PAPER HOLDER

AutoCAD SHX Text
HANDICAP AUTOMATIC SOAP DISPENSER

AutoCAD SHX Text
HEIGHT TO DISPENSER

AutoCAD SHX Text
3'-6"

AutoCAD SHX Text
PAPER TWL DISP.

AutoCAD SHX Text
GRAB BAR  36"

AutoCAD SHX Text
GRAB BAR  42"

AutoCAD SHX Text
CONCEALED MOUNTING

AutoCAD SHX Text
CONCEALED MOUNTING

AutoCAD SHX Text
W/ SNAP FLANGE

AutoCAD SHX Text
W/ SNAP FLANGE

AutoCAD SHX Text
HEIGHT TO DISP. OUTLET OR DISPENSER LEVER

AutoCAD SHX Text
HEIGHT TO CENTER

AutoCAD SHX Text
HEIGHT TO CENTER

AutoCAD SHX Text
3'-0" MAX.

AutoCAD SHX Text
4'-0" MAX.

AutoCAD SHX Text
3'-0" MAX.

AutoCAD SHX Text
GRAB BAR  18"

AutoCAD SHX Text
HEIGHT TO BOTTOM. CENTER OF BAR @ 40" FROM REAR WALL

AutoCAD SHX Text
3'-3"

AutoCAD SHX Text
MODEL NUMBERS ARE BOBRICK, UON. BRADLEY, & FRANKLIN ARE APPROVED EQUALS. SUBMIT CUT SHEETS FOR APPROVAL.

AutoCAD SHX Text
GRAB BAR  24"

AutoCAD SHX Text
CONCEALED MOUNTING

AutoCAD SHX Text
W/ SNAP FLANGE

AutoCAD SHX Text
HEIGHT TO CENTER

AutoCAD SHX Text
3'-0" MAX.

AutoCAD SHX Text
B-2013

AutoCAD SHX Text
B-4288

AutoCAD SHX Text
B-9262

AutoCAD SHX Text
MOLDING & MILLWORK SCHEDULE

AutoCAD SHX Text
Item

AutoCAD SHX Text
Mark

AutoCAD SHX Text
Remarks

AutoCAD SHX Text
TA-1

AutoCAD SHX Text
TA-2

AutoCAD SHX Text
TA-5

AutoCAD SHX Text
TA-7

AutoCAD SHX Text
TA-8

AutoCAD SHX Text
TA-2

AutoCAD SHX Text
TA-5

AutoCAD SHX Text
TA-7

AutoCAD SHX Text
TA-8

AutoCAD SHX Text
TA-4

AutoCAD SHX Text
TA-1

AutoCAD SHX Text
TA-3

AutoCAD SHX Text
TA-2

AutoCAD SHX Text
TA-5

AutoCAD SHX Text
TA-7

AutoCAD SHX Text
TA-8

AutoCAD SHX Text
TA-1

AutoCAD SHX Text
TA-2

AutoCAD SHX Text
TA-5

AutoCAD SHX Text
TA-7

AutoCAD SHX Text
TA-8

AutoCAD SHX Text
TA-4

AutoCAD SHX Text
TA-3

AutoCAD SHX Text
TA-4

AutoCAD SHX Text
TA-1

AutoCAD SHX Text
PLASTIC LAMINATE FRONT SLOPE, SEE DETAIL 14/A-6

AutoCAD SHX Text
PLASTIC LAMINATE FRONT SLOPE, SEE DETAIL 14/A-6

AutoCAD SHX Text
TA-3

AutoCAD SHX Text
MEN'S

AutoCAD SHX Text
MEN'S

AutoCAD SHX Text
MEN'S

AutoCAD SHX Text
MEN'S

AutoCAD SHX Text
WOMAN'S

AutoCAD SHX Text
WOMAN'S

AutoCAD SHX Text
WOMAN'S

AutoCAD SHX Text
WOMAN'S

AutoCAD SHX Text
MEN'S

AutoCAD SHX Text
MEN'S

AutoCAD SHX Text
SOLID PHENOLIC FLOOR MOUNTED TOILET/ URINAL PARTITION

AutoCAD SHX Text
MEN'S

AutoCAD SHX Text
MEN'S

AutoCAD SHX Text
WOMEN'S

AutoCAD SHX Text
WOMEN'S

AutoCAD SHX Text
WOMEN'S

AutoCAD SHX Text
WOMEN'S

AutoCAD SHX Text
GWB- PTD.

AutoCAD SHX Text
GWB- PTD.

AutoCAD SHX Text
TA-4

AutoCAD SHX Text
TA-1

AutoCAD SHX Text
SOLID PHENOLIC FLOOR MOUNTED TOILET/ URINAL PARTITION

AutoCAD SHX Text
4" TILE COVE BASE

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
4

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
1

AutoCAD SHX Text
GWB- PTD.

AutoCAD SHX Text
TA-4

AutoCAD SHX Text
TA-1

AutoCAD SHX Text
PLASTIC LAMINATE FRONT SLOPE, SEE DETAIL 14/A-6

AutoCAD SHX Text
TA-4

AutoCAD SHX Text
TA-1

AutoCAD SHX Text
TA-4

AutoCAD SHX Text
TA-1

AutoCAD SHX Text
TA-3

AutoCAD SHX Text
TA-4

AutoCAD SHX Text
TA-1

AutoCAD SHX Text
TA-1

AutoCAD SHX Text
TA-4

AutoCAD SHX Text
TA-3

AutoCAD SHX Text
GWB-PTD.

AutoCAD SHX Text
TA-2

AutoCAD SHX Text
3

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
1

AutoCAD SHX Text
4

AutoCAD SHX Text
GWB-PTD.

AutoCAD SHX Text
5

AutoCAD SHX Text
OB WILLIAMS - OB 3812

AutoCAD SHX Text
5

AutoCAD SHX Text
5

AutoCAD SHX Text
SOLID PHENOLIC FLOOR MOUNTED TOILET/ URINAL PARTITION

AutoCAD SHX Text
SOLID PHENOLIC FLOOR MOUNTED TOILET/ URINAL PARTITION

AutoCAD SHX Text
SOLID PHENOLIC FLOOR MOUNTED TOILET/ URINAL PARTITION

AutoCAD SHX Text
I

AutoCAD SHX Text
R

AutoCAD SHX Text
L

AutoCAD SHX Text
E

AutoCAD SHX Text
E

AutoCAD SHX Text
X

AutoCAD SHX Text
D

AutoCAD SHX Text
I

AutoCAD SHX Text
D.

AutoCAD SHX Text
E

AutoCAD SHX Text
T

AutoCAD SHX Text
S

AutoCAD SHX Text
E

AutoCAD SHX Text
D

AutoCAD SHX Text
R

AutoCAD SHX Text
A

AutoCAD SHX Text
O

AutoCAD SHX Text
N,

AutoCAD SHX Text
C

AutoCAD SHX Text
T

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
R.

AutoCAD SHX Text
J

AutoCAD SHX Text
6419

AutoCAD SHX Text
C

AutoCAD SHX Text
A

AutoCAD SHX Text
R

AutoCAD SHX Text
M

AutoCAD SHX Text
O

AutoCAD SHX Text
R

AutoCAD SHX Text
T

AutoCAD SHX Text
E

AutoCAD SHX Text
G

AutoCAD SHX Text
N

AutoCAD SHX Text
O

AutoCAD SHX Text
R

AutoCAD SHX Text
E

AutoCAD SHX Text
H

AutoCAD SHX Text
R

AutoCAD SHX Text
A

AutoCAD SHX Text
D

AutoCAD SHX Text
C

AutoCAD SHX Text
H

AutoCAD SHX Text
E

AutoCAD SHX Text
L

AutoCAD SHX Text
N.

AutoCAD SHX Text
O

AutoCAD SHX Text
E

AutoCAD SHX Text
C

AutoCAD SHX Text
C.

AutoCAD SHX Text
A

AutoCAD SHX Text
T

AutoCAD SHX Text
N

AutoCAD SHX Text
I

AutoCAD SHX Text
I

AutoCAD SHX Text
T

AutoCAD SHX Text
Y,

AutoCAD SHX Text
c

AutoCAD SHX Text
T

AutoCAD SHX Text
l

AutoCAD SHX Text
l

AutoCAD SHX Text
U

AutoCAD SHX Text
C

AutoCAD SHX Text
T

AutoCAD SHX Text
O

AutoCAD SHX Text
A

AutoCAD SHX Text
S

AutoCAD SHX Text
A

AutoCAD SHX Text
L

AutoCAD SHX Text
A

AutoCAD SHX Text
R

AutoCAD SHX Text
C

AutoCAD SHX Text
p

AutoCAD SHX Text
E

AutoCAD SHX Text
R

AutoCAD SHX Text
C

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
D

AutoCAD SHX Text
N

AutoCAD SHX Text
C

AutoCAD SHX Text
Y,

AutoCAD SHX Text
T

AutoCAD SHX Text
R

AutoCAD SHX Text
A

AutoCAD SHX Text
L

AutoCAD SHX Text
C

AutoCAD SHX Text
O

AutoCAD SHX Text
R

AutoCAD SHX Text
I

AutoCAD SHX Text
O

AutoCAD SHX Text
N

AutoCAD SHX Text
U

AutoCAD SHX Text
T

AutoCAD SHX Text
E

AutoCAD SHX Text
T

AutoCAD SHX Text
S

AutoCAD SHX Text
I

AutoCAD SHX Text
G

AutoCAD SHX Text
E

AutoCAD SHX Text
R

AutoCAD SHX Text
C

AutoCAD SHX Text
E

AutoCAD SHX Text
T

AutoCAD SHX Text
I

AutoCAD SHX Text
H

AutoCAD SHX Text
C

AutoCAD SHX Text
R

AutoCAD SHX Text
A

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
R

AutoCAD SHX Text
T

AutoCAD SHX Text
A

AutoCAD SHX Text
P

AutoCAD SHX Text
O

AutoCAD SHX Text
R

AutoCAD SHX Text
C

AutoCAD SHX Text
L

AutoCAD SHX Text
O

AutoCAD SHX Text
R

AutoCAD SHX Text
A

AutoCAD SHX Text
N

AutoCAD SHX Text
O

AutoCAD SHX Text
R

AutoCAD SHX Text
T

AutoCAD SHX Text
H

AutoCAD SHX Text
A

AutoCAD SHX Text
N

AutoCAD SHX Text
I

AutoCAD SHX Text
CERT. NO.

AutoCAD SHX Text
51792

AutoCAD SHX Text
R

AutoCAD SHX Text
E

AutoCAD SHX Text
M

AutoCAD SHX Text
O

AutoCAD SHX Text
A

AutoCAD SHX Text
E

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
C

AutoCAD SHX Text
E

AutoCAD SHX Text
T

AutoCAD SHX Text
PLASTIC LAMINATE FRONT SLOPE, SEE DETAIL 14/A-6

AutoCAD SHX Text
PLASTIC LAMINATE FRONT SLOPE, SEE DETAIL 14/A-6

AutoCAD SHX Text
PLASTIC LAMINATE FRONT SLOPE, SEE DETAIL 14/A-6

AutoCAD SHX Text
OR EQUAL

AutoCAD SHX Text
OR EQUAL

AutoCAD SHX Text
OR EQUAL

AutoCAD SHX Text
CONCEALED MOUNTING

AutoCAD SHX Text
W/ SNAP FLANGE (VERTICAL)

AutoCAD SHX Text
MODEL #

AutoCAD SHX Text
B-6806X24

AutoCAD SHX Text
B-6806X18

AutoCAD SHX Text
B-6806X36

AutoCAD SHX Text
B-6806X42

AutoCAD SHX Text
SUBMIT MILLWORK DETAILS FOR APPROVAL.

AutoCAD SHX Text
RAISED PANEL DOOR/ GATE WITH LATCH

AutoCAD SHX Text
5

AutoCAD SHX Text
TA-9

AutoCAD SHX Text
TA-9

AutoCAD SHX Text
TA-3

AutoCAD SHX Text
TA-9

AutoCAD SHX Text
TA-9

AutoCAD SHX Text
TA-9

AutoCAD SHX Text
TA-9

AutoCAD SHX Text
TA-9

AutoCAD SHX Text
KOALA BABY CHANGING STATION

AutoCAD SHX Text
KB200

AutoCAD SHX Text
42\" MAX.

AutoCAD SHX Text
HEIGHT TO MOUNTING HOLES


TOILET ACCESSORY SCHEDULE

MOLDING ¢ MILLUORK SCHEDULE

Mark | Item MODLE # Mtg. Ht. | Remarke Mark | Item Remarke
TA-1 | FRAMELESS MIRROR 24"W X 48"H 4 OB WILLIAMS - SEE 1©/A-8] OR EQUAL
TA-2 | TOILET PAPER HOLDER B-4288 () OB WILLIAMS - OB 2403 OR EQUAL
TA-3 |PAPER TUL DISP. B-9262 | 4'-@" MAX. |HEIGHT TO DISP. OUTLET OR DISPENSER LEVER © RAISED PANEL DOOR/ GATE OR EQUAL
TA-4 |HANDICAP AUTOMATIC SOAP DISPENSER B-2013 3'-5" HEIGHT TO DISPENSER @ 4" TILE COVE BASE

TA-S |GRAB BAR 42" [Sonaom anea TING B-6806x42 | 3'-0" MAX. |HEIGHT TO CENTER &) NEW WOOD DOOR AND HOLLOW METAL ERAME

TA-6 |GRAB BAR 36" [ o m Dnma NG B-6806X36| 3'-2" MAX. |UEIGHT TO CENTER &) OB WILLIAMS - OB 2812 OR EQUAL
TA-1 |GRAB BAR I8t SONGEAtED MOUNTING AL, |B-6806xis | 3-3"  |HEIGHT TO BOTTOM. CENTER OF BAR & 40" FROM REAR WALL

TA-8 |GRAB BAR 24" oot 2 A2INTING B-6806X24 | 2'-0" MAX. |HEIGHT TO CENTER

NOTES: NOTES:

* MODEL NUMBERS ARE BOBRICK, UON. BRADLEY, ¢ FRANKLIN ARE APPROVED EQUALS. SUBMIT CUT SHEETS FOR APPROVAL.
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* ALL HANDRAILS SHALL BE BLOCKED TO SUPPORT A 252 LB. LOAD MINIMUM.
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INSTALL LADDER PER MANUFACTURE .

SPECIFICATIONS.

METAL LADDER HEIGHTS:

e | ADDER (2): 5'-@" FIELD VERIFY

SEE A-12 FOR NEW LADDER LOCATIONS.

e |ADDER (3): 1©'-@" FIELD VERIFY

ADD 2x4 BRACES FOR MOUNTING
SUPPORT AT ROOF ACCESS LADDER

LOCATION.

24' MAX
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2'-3"
T il F
-
o ] [ ]
Q0
e
~ [+
o ] [
o ] K
N
— |+
- ] [ -]
2-0° & 1/2"
2'-3"
41/2" e 4172" .
(. (I
R
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23"

STATIC METAL
N\ EADDER DETAIL

SPECIFICATIONS:

MAXIMUM LOADING: 300LBS.
ATTIC LADDER R VALUE: 5.2.
INSULATION THICKNESS: 1 1/8".
HATCH THICKNESS: 1 3/8".

NORM REQUIREMENTS: EN 14975.

& FAKRO

Skylights & Attic Stairs

FAKRO AMERICA
39 W. FACTORY ROAD
ADDISON, IL 60101
PHONE: (630) 543-1010
FAX: (630) 543-1011

www.fakrousa.com
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MANUFACTURES NOTES:
1. WHITE HATCH - PLASTIC CATCH.
2. WHITE METAL TRIM.
3. PERIPHERAL GASKET.
4. NON SLIP STEPS.
5. POSSIBILITY OF ADDING OR DETACHING STEPS.
6. QUICK INSTALLATION IN THE CEILING - INSTALLATION BRACKETS.
7. ADDITIONAL ACCESSORIES AVAILABLE.
8. SYSTEM OF ADOPTING THE LADDER LENGTH TO THE CEILING HEIGHT.
9 2 YEAR WARRANTY. PERSPECTIVE VIEW
STANDARD
D 1 STEP LENGTHOF | 1 ADDITIONAL | 2 ADDITIONAL
REMOVED LADDER (11 STEP STEPS
STEPS)
LST 22" X 31" 27" X 31" 22" X 47" 25" X 47" 22" X 54" 25" X 54"
CEILING HEIGHT H 82 3/8" - 92 1/4" 7-6 1/2" 8-2 3/8"| 8-23/8" 9-2 1/4"| 92 1/4"/910 1/8" 9-10 1/8} 10™-10"
ROUGH OPENING AXB | 221/2"X311/2" | 271/2" X 311/2" | 221/2" X 47" 25" X 47" 22 1/2" X 54" 25" X 54"
OUTSIDE FRAME DIMENSIONS 22" X 31 1/4" 27" X 31 1/4" 22" X 465/8" | 241/2" X 465/8" | 22"X533/4" | 24 1/2" X 53 3/4" LADDER DIMENSIONS ARE EQUAL TO ALL SIZES
OUTSIDE FRAME DIM INCL. TRIM 24 3/8" X 33 1/4" | 291/8" X 33 1/4" | 24 3/8" X 49" 26 3/4" X 49" | 24 3/8" X 55 3/4" | 26 3/4" X 55 3/4"
INTERNAL DIMENSIONS 16" X291/8" | 211/4"X291/8" | 16 1/2" X 45" 19" X 45" 16 1/2" X 513/4" | 19" X 51 3/4"
PROJECTION R 59" 55 1/8" 59" 63" 67"
LANDING SPACE C 57 1/2" - 42 3/4" 531/8"] 515/8" | 57 1/2"] 523/4" | 571/2"| 571/8"| 63" | 59"
FOLDED LADDER HEIGHT K 15"
FRAME HEIGHT 7 5/8"
STEP LENGTH E 117/8" \ 15" \ 117/8"
STEP WIDTH 31/8"
POSSIBILITY OF ADDITIONAL STEPS LSS-31 | LSS-38 | LSS-31
NOTES:
1. INSTALLATION TO BE COMPLETED IN ACCORDANCE WITH MANUFACTURER'S SPECIFICATIONS.
2. DO NOT SCALE DRAWING.
3. THIS DRAWING IS INTENDED FOR USE BY ARCHITECTS, ENGINEERS, CONTRACTORS, CONSULTANTS AND DESIGN PROFESSIONALS
FOR PLANNING PURPOSES ONLY. THIS DRAWING MAY NOT BE USED FOR CONSTRUCTION.
4. ALL INFORMATION CONTAINED HEREIN WAS CURRENT AT THE TIME OF DEVELOPMENT BUT MUST BE REVIEWED AND APPROVED BY
THE PRODUCT MANUFACTURER TO BE CONSIDERED ACCURATE.
5. CONTRACTOR'S NOTE: FOR PRODUCT AND COMPANY INFORMATION VISIT www.CADdetails.com/info AND ENTER
REFERENCE NUMBER
\\_/ ATTIC LADDER: LST INSULATED METAL SCISSOR
REVISION DATE 17/08/2022
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GENERAL NOTES:

o THE CONTRACTOR 1S TO CHECK AND VERIFY ALL DIMENSIONS AND
CONDITIONS AT THE JOB SITE PRIOR TO COMMENCING THE BUILD.

e THE CONTRACTOR 1S TO CONFORM TO REQUIREMENTS OF THE NC
BUILDING CODE AND ALL OTHER APFLICABLE REGULATIONS AND
ORDINANCES.

® THE CONTRACTOR 1S REQUIRED TO MAKE A SITE VISIT TO EXAMINE
AREAS REQUIRING REFPAIR.

e AT ALL AREAS OF HARDWOOD FLOOR REPAIR CONTRACTOR 1S TO
PROTECT EXISTING FLOOR TO REMAIN. ALL DAMAGED FLOOR S TO BE
DISPOSED OF IN A TIMELY, LEGAL AND PROPER MANNER

o THE CONTRACTOR SHALL PROTECT ALL AREAS NEAR DAMAGED WALL
AND CEILING PLASTER. TO PREVENT FURTHER DAMAGE AND EXPOSURE
TO MOISTER. THE CONTRACTOR WILL BE RESPONSIBLE TO REFPAIR ANY
DAMAGE AT NO ADDITIONAL COST TO THE OUWNER

o ANY DISCREFPANCIES TO THESE PLANS SHALL BE CONVEYED TO THE
ARCHITECT PRIOR TO BEGINNING WORK.

e ALL INTERIOR WALLS TO BE FILLED WITH SOUND BATT INSULATION.

WOOD FLOOR REPAIR NOTES:

THE CONTRACTOR SHALL PUT IN HIS BID COST TO REFPLACE 1022 SF.
OF EXIST. WOOD FLOOR WHERE INDIVIDUAL PIECES ARE DAMAGED OR
MISSING. ARCHITECT AND CONTRACTOR TO TO CONFIRM ON SITE THESE
AREAS OF REFPAIR ANY FLOOR AREAS ALREADY SFPECIFIED TO BE
REPAIRED SHALL NOT BE INCLUDED IN THIS 1©0@@ SF. ESTIMATE.

\— PRESSURE

WASH EXIST. \
CONC

PRESSURE
WASH EXIST,
CONC N

RAMP

AREA OF FLOOR TO
BE REPLACED W/
SALVAGED WooD

HALL

\— PRESSURE

WASH EXIST. \
CONC

\— SEE 4/A-85 —\

PLASTER REPAIR NOTES:

FOR ALL EXISTING PLASTER WALLS TO REMAIN, APPLY SUFPER
CRACKSTOP FIBERGLASS MESH OVER ENTIRE WALL.

o RAKE OVER THE DAMAGED PLASTER WITH A PAINT SCRAPER.
DON'T USE THE TOOL TO SCRAPE - SIMPLY DRAW IT OVER THE
DAMAGE TO REMOVE LOOSE MATERIAL, WHICH SHOULD FALL
OUT ON ITS OWN.

e UNROLL ENOUGH SELF-ADHESIVE FIBERGLASS MESH TAPE TO
COVER THE ENTIRE WALL,

e COVER THE TAPE WITH PLASTER COMPOUND, FOLLOW
MANUFACTURERS RECOMMENDATIONS.

e APPLY ONE COAT OF PLASTER COMPOUND OVER THE
FIBERGLASS MESH TAFE. APPLY IT WITH A PLASTERING TROWEL,
LAYTING IT OVER THE TAPE AND FEATHERING THE EDGES INTO
THE SURROUNDING WALL AS WELL AS POSSIBLE.

e APFPLY A THIN LATER OVER THE PREVIOUS ONE AFTER IT HAS
DRIED TO FILL HOLES AND YOIDS.

e SAND THE REPAIR LIGHTLY WITH A SANDING SPONGE ONCE THE
PLASTER OR JOINT COMPOUND HAS SET. PRIME THE PLASTER
WITH POLTYVINTL ACETATE PRIMERPRIOR TO PAINTING THE
WALL.

PRIME AND PAINT
e REPAINT WALL WITH MINIMUM OF TWO FINISH COATS OF PAINT.

AN
NN
NN
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AN

\‘\\
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WALL SCHEDULE

<

EXISTING MASONRY WALL W/ NEW "
FURRING AND %" GUB. ON ONE SIDE.
PROVIDE 24" RIGID INSULATION ON
ALL PERIMITER EXTERIOR WALLS
(FULL HEIGHT APPROX 12'-12")

©

EXISTING MASONRY WALL W/ NEW lg"
FURRING AND %" GUB. ON ONE SIDES.
PROVIDE 24" RIGID INSULATION ON ALL
PERIMITER EXTERIOR WALLS (FULL
HEIGHT APPROX 13'-3")

EXISTING MASONRY WALL W/ NEW T5" FURRING
AND %" GWB. ON ONE SIDES. (HEIGHT SLOPING
W/ BOTTOM OF EXIST STAIRS)

EXISTING MASONRY WALL W/ WITH 3% " METAL
STUD WALL W/ %" GgWB. ON ONE SIDE. (FULL
HEIGHT APPROX 13'-3")

EXISTING MASONRY WALL W/ WITH 3%" METAL
STUD WALL W/ %" GWB. ON ONE SIDE. (FULL
HEIGHT APPROX 12'-12")

EXISTING MASONRY WALL W/ RESURFACED
PLASTER ON ONE SIDE. (FULL HEIGHT
APPROX 12'-10")
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EXISTING STUD WALL W/ RESURFACED
PLASTER ON ONE SIDE. (FULL HEIGHT
APPROX 12'-10")

QOO || ©

EXISTING STUD WALL W/ " FURRING AND %"
GUWB. OVER EXIST PLASTER. (SHIM WHERE
REQUIRED) (FULL HEIGHT APPROX 12'-12")

EXISTING STUD WALL W/ " FURRING AND %"
GUWB. OVER EXIST PLASTER. (SHIM WHERE
REQUIRED) ( GgWB. TO 4" ABOVE SUSFPENDED
CEILING)

® | @

EXISTING STUD WALL W/ %" GWB. ON ONE
SIDE (FULL HEIGHT 12'-12")

EXISTING STUD WALL W/ NEW 2" GWB.
ON BOTH SIDES. (FULL HEIGHT
APPROX 12'-12")

NEW 2%" METAL $TUD WALL W/ %" aWB. ON
ONE SIDE. (FULL HEIGHT APPROX 12'-12")

NEW 2% " METAL STUD WALL W/ %" GWB. ON
BOTH SIDES. (FULL HEIGHT APPROX 12'-12")

® | © | o ©

NEW 2%" METAL STUD WALL W/ %" GgWB. ON
BOTH SIDES. (FULL HEIGHT APPROX 13-3)

NEW 3% " METAL STUD WALL W/ %" GWB. ON
BOTH SIDES. (FULL HEIGHT APPROX 12'-12")
(TO 4" ABOVE SUSFENDED CEILING)

® | ©

NEW 3% " METAL STUD WALL W/ %" GWB. ON
BOTH SIDES. (TO 4" ABOVE SUSFPENDED
CEILING)

NEW &" METAL STUD WALL W/ 2" GWB. ON
BOTH SIDES. (FULL HEIGHT APPROX 12'-12")
(TO 4" ABOVYE SUSPENDED CEILING)

® | ©

NEW 3%" METAL STUD WALL W/ %" GWB. ON
BOTH SIDES. (FULL HEIGHT APPROX 3'-24")

©

NEW DOUBLE 3% " METAL STUD W/ %" GWB. ON
BOTH SIDES. (TO FILL OPENING)

®

NEW &" METAL STUD W/ %" GWB. ON BOTH
SIDES. (TO FILL OFPENING)

©

NEW 3%" METAL STUD W/ %" GWB. ON BOTH
SIDES. (TO FILL OFPENING)

113 COURTHOUSE SQ.
NORTH CAROLINA

COLUMBUS COUNTY COURTHOUSE
WHITEVILLE,

KEY NOTES:

ALL HOLES IN WOOD FLOOR TO BE

0 FILLED IN WITH RECLAIMED AND
REFINISHED HARDWOOD FLOORING.
EXISTING RUBBER STAIRS TREAD COVERING
TO BE REMOVED. PREP AND PREPARE FOR T,
@) NEW LVvP TREAD COVERINGS (ARMSTRONG SR ssesenn) 1%,
TRO358TR), OR APPROVED EQUAL. OVERLAP S St o7 %
STAIR NOSE. RISERS TO BE PAINTED. §SE A
i=ic 2 &2
e O oS
G CONCRETE FLOOR LEVELER REQUIRED ‘-O‘f?::s FLF
UNDER NEW LVYT FLOORING. %) e e T
”’c 7 \“\Q"'~
o,"" “‘,\
LTI A
@ SALVAGE EXISTING HARDWOOD
FLOORING TO USE IN OTHER ROOMS S ————
PLAN
&) PROVIDE %" PLYWOOD OVER
sUB-FLOOR.
AT. ALUM. THRESHOLD 1 9 O 3 5
M.T. MARBLE THRESHOLD
ISSUED: 7/25/22
w.T. WOOD TRESHHOLD DWG BY: MES/ TRA
CKD BY:  LDD
LEGEND REVISIONS
000
v EXISTING HARDWOOD FLOOR, REPAIR
v % AND REFINISH.
L

|
ma NEW 12"x12" TILE FLOORING.

-1



AutoCAD SHX Text
FIRST FLOOR FINISH PLAN

AutoCAD SHX Text
FINISH PLAN

AutoCAD SHX Text
SCALE: _"=1'-0"

AutoCAD SHX Text
I-1

AutoCAD SHX Text
1

AutoCAD SHX Text
OF

AutoCAD SHX Text
SHEET NO.

AutoCAD SHX Text
DWG BY:

AutoCAD SHX Text
REVISIONS

AutoCAD SHX Text
CKD BY:

AutoCAD SHX Text
ISSUED:

AutoCAD SHX Text
THESE DRAWING AND SPECIFICATIONS REPRESENT AN INSTRUMENT OF SERVICE AND AS SUCH SHALL REMAIN IN OWNERSHIP WITH THE ARCHITECT. USE OR REPRODUCTION BY ANY MEANS, IN WHOLE OR IN PART, WITHOUT THE ARCHITECT'S WRITTEN CONSENT, IS PROHIBITED.

AutoCAD SHX Text
COLUMBUS COUNTY COURTHOUSE

AutoCAD SHX Text
113 COURTHOUSE SQ.

AutoCAD SHX Text
WHITEVILLE, NORTH CAROLINA

AutoCAD SHX Text
19035

AutoCAD SHX Text
I-1

AutoCAD SHX Text
7/25/22

AutoCAD SHX Text
MES/ TRA

AutoCAD SHX Text
LDD

AutoCAD SHX Text
THE CONTRACTOR IS TO CHECK AND VERIFY ALL DIMENSIONS AND CONDITIONS AT THE JOB SITE PRIOR TO COMMENCING THE BUILD. THE CONTRACTOR IS TO CONFORM TO REQUIREMENTS OF THE NC BUILDING CODE AND ALL OTHER APPLICABLE REGULATIONS AND ORDINANCES. THE CONTRACTOR IS REQUIRED TO MAKE A SITE VISIT TO EXAMINE AREAS REQUIRING REPAIR. AT ALL AREAS OF HARDWOOD FLOOR REPAIR CONTRACTOR IS TO PROTECT EXISTING FLOOR TO REMAIN. ALL DAMAGED FLOOR IS TO BE DISPOSED OF IN A TIMELY, LEGAL AND PROPER MANNER. THE CONTRACTOR SHALL PROTECT ALL AREAS NEAR DAMAGED WALL AND CEILING PLASTER. TO PREVENT FURTHER DAMAGE AND EXPOSURE TO MOISTER. THE CONTRACTOR WILL BE RESPONSIBLE TO REPAIR ANY DAMAGE AT NO ADDITIONAL COST TO THE OWNER. ANY DISCREPANCIES TO THESE PLANS SHALL BE CONVEYED TO THE ARCHITECT PRIOR TO BEGINNING WORK. ALL INTERIOR WALLS TO BE FILLED WITH SOUND BATT INSULATION.

AutoCAD SHX Text
GENERAL NOTES:

AutoCAD SHX Text
KEY NOTES:

AutoCAD SHX Text
ALL HOLES IN WOOD FLOOR TO BE FILLED IN WITH RECLAIMED AND REFINISHED HARDWOOD FLOORING.

AutoCAD SHX Text
I

AutoCAD SHX Text
R

AutoCAD SHX Text
L

AutoCAD SHX Text
E

AutoCAD SHX Text
E

AutoCAD SHX Text
X

AutoCAD SHX Text
D

AutoCAD SHX Text
I

AutoCAD SHX Text
D.

AutoCAD SHX Text
E

AutoCAD SHX Text
T

AutoCAD SHX Text
S

AutoCAD SHX Text
E

AutoCAD SHX Text
D

AutoCAD SHX Text
R

AutoCAD SHX Text
A

AutoCAD SHX Text
O

AutoCAD SHX Text
N,

AutoCAD SHX Text
C

AutoCAD SHX Text
T

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
R.

AutoCAD SHX Text
J

AutoCAD SHX Text
6419

AutoCAD SHX Text
C

AutoCAD SHX Text
A

AutoCAD SHX Text
R

AutoCAD SHX Text
M

AutoCAD SHX Text
O

AutoCAD SHX Text
R

AutoCAD SHX Text
T

AutoCAD SHX Text
E

AutoCAD SHX Text
G

AutoCAD SHX Text
N

AutoCAD SHX Text
O

AutoCAD SHX Text
R

AutoCAD SHX Text
E

AutoCAD SHX Text
H

AutoCAD SHX Text
R

AutoCAD SHX Text
A

AutoCAD SHX Text
D

AutoCAD SHX Text
C

AutoCAD SHX Text
H

AutoCAD SHX Text
E

AutoCAD SHX Text
L

AutoCAD SHX Text
N.

AutoCAD SHX Text
O

AutoCAD SHX Text
E

AutoCAD SHX Text
C

AutoCAD SHX Text
C.

AutoCAD SHX Text
A

AutoCAD SHX Text
T

AutoCAD SHX Text
N

AutoCAD SHX Text
I

AutoCAD SHX Text
I

AutoCAD SHX Text
T

AutoCAD SHX Text
Y,

AutoCAD SHX Text
c

AutoCAD SHX Text
T

AutoCAD SHX Text
l

AutoCAD SHX Text
l

AutoCAD SHX Text
U

AutoCAD SHX Text
C

AutoCAD SHX Text
T

AutoCAD SHX Text
O

AutoCAD SHX Text
A

AutoCAD SHX Text
S

AutoCAD SHX Text
A

AutoCAD SHX Text
L

AutoCAD SHX Text
A

AutoCAD SHX Text
R

AutoCAD SHX Text
C

AutoCAD SHX Text
p

AutoCAD SHX Text
E

AutoCAD SHX Text
R

AutoCAD SHX Text
C

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
D

AutoCAD SHX Text
N

AutoCAD SHX Text
C

AutoCAD SHX Text
Y,

AutoCAD SHX Text
T

AutoCAD SHX Text
R

AutoCAD SHX Text
A

AutoCAD SHX Text
L

AutoCAD SHX Text
C

AutoCAD SHX Text
O

AutoCAD SHX Text
R

AutoCAD SHX Text
I

AutoCAD SHX Text
O

AutoCAD SHX Text
N

AutoCAD SHX Text
U

AutoCAD SHX Text
T

AutoCAD SHX Text
E

AutoCAD SHX Text
T

AutoCAD SHX Text
S

AutoCAD SHX Text
I

AutoCAD SHX Text
G

AutoCAD SHX Text
E

AutoCAD SHX Text
R

AutoCAD SHX Text
C

AutoCAD SHX Text
E

AutoCAD SHX Text
T

AutoCAD SHX Text
I

AutoCAD SHX Text
H

AutoCAD SHX Text
C

AutoCAD SHX Text
R

AutoCAD SHX Text
A

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
R

AutoCAD SHX Text
T

AutoCAD SHX Text
A

AutoCAD SHX Text
P

AutoCAD SHX Text
O

AutoCAD SHX Text
R

AutoCAD SHX Text
C

AutoCAD SHX Text
L

AutoCAD SHX Text
O

AutoCAD SHX Text
R

AutoCAD SHX Text
A

AutoCAD SHX Text
N

AutoCAD SHX Text
O

AutoCAD SHX Text
R

AutoCAD SHX Text
T

AutoCAD SHX Text
H

AutoCAD SHX Text
A

AutoCAD SHX Text
N

AutoCAD SHX Text
I

AutoCAD SHX Text
CERT. NO.

AutoCAD SHX Text
51792

AutoCAD SHX Text
R

AutoCAD SHX Text
E

AutoCAD SHX Text
M

AutoCAD SHX Text
O

AutoCAD SHX Text
A

AutoCAD SHX Text
E

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
C

AutoCAD SHX Text
E

AutoCAD SHX Text
T

AutoCAD SHX Text
LEGEND

AutoCAD SHX Text
FIRST FLOOR

AutoCAD SHX Text
EXISTING HARDWOOD FLOOR, REPAIR AND REFINISH.

AutoCAD SHX Text
T.S.

AutoCAD SHX Text
UP

AutoCAD SHX Text
4 1/2"%%C

AutoCAD SHX Text
RAMP

AutoCAD SHX Text
RAMP

AutoCAD SHX Text
RAMP

AutoCAD SHX Text
UP

AutoCAD SHX Text
STAFF ENTRY ONLY

AutoCAD SHX Text
TYP.

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
NEW LVT. FLOORING.

AutoCAD SHX Text
NEW 12"x12" TILE FLOORING.

AutoCAD SHX Text
2

AutoCAD SHX Text
3

AutoCAD SHX Text
CONCRETE FLOOR LEVELER REQUIRED UNDER NEW LVT FLOORING.

AutoCAD SHX Text
SALVAGE EXISTING HARDWOOD FLOORING TO USE IN OTHER ROOMS 

AutoCAD SHX Text
4

AutoCAD SHX Text
PROVIDE }" PLYWOOD OVER SUB-FLOOR.

AutoCAD SHX Text
5

AutoCAD SHX Text
CIVIL DEPARTMENT

AutoCAD SHX Text
SERVER ROOM

AutoCAD SHX Text
NORTH VESTIBULE

AutoCAD SHX Text
NORTH CORRIDOR

AutoCAD SHX Text
PUBLIC LOBBY

AutoCAD SHX Text
EAST CORRIDOR

AutoCAD SHX Text
TOILET

AutoCAD SHX Text
COPY/ WORK

AutoCAD SHX Text
CRIMINAL PUBLIC TERMINAL

AutoCAD SHX Text
STOR.

AutoCAD SHX Text
SOUTH CORRIDOR

AutoCAD SHX Text
CLERKS OFFICE

AutoCAD SHX Text
CLERKS VAULT

AutoCAD SHX Text
VAULT

AutoCAD SHX Text
WEST CORRIDOR

AutoCAD SHX Text
TOILET

AutoCAD SHX Text
JAN.  TLT.

AutoCAD SHX Text
TOILET

AutoCAD SHX Text
WEST VEST.

AutoCAD SHX Text
BREAK ROOM

AutoCAD SHX Text
JANITOR BOILER RM.

AutoCAD SHX Text
SECURE STAIRS

AutoCAD SHX Text
SOUTH PORTICO

AutoCAD SHX Text
NEW COUNTER

AutoCAD SHX Text
TLT.

AutoCAD SHX Text
MENS TOILET

AutoCAD SHX Text
WOMAN'S TOILET

AutoCAD SHX Text
BREAK AREA

AutoCAD SHX Text
JAN.

AutoCAD SHX Text
JUVENILE RECORD

AutoCAD SHX Text
BOOK KEEPING OFFICE

AutoCAD SHX Text
JUVENILE CLERK

AutoCAD SHX Text
ESTATES DEPARTMENT

AutoCAD SHX Text
ESTATES WAITING

AutoCAD SHX Text
ESTATES HEARING

AutoCAD SHX Text
SPECIAL PROCD. CLERK

AutoCAD SHX Text
ESTATES CLERK

AutoCAD SHX Text
NEW COUNTER W/ WINDOW

AutoCAD SHX Text
CRIMINAL DEPARTMENT

AutoCAD SHX Text
101

AutoCAD SHX Text
100

AutoCAD SHX Text
CIVIL CASHIER

AutoCAD SHX Text
102

AutoCAD SHX Text
STAIRS

AutoCAD SHX Text
103

AutoCAD SHX Text
EAST VESTIBULE

AutoCAD SHX Text
109

AutoCAD SHX Text
103.2

AutoCAD SHX Text
108

AutoCAD SHX Text
106

AutoCAD SHX Text
107

AutoCAD SHX Text
110

AutoCAD SHX Text
111

AutoCAD SHX Text
112

AutoCAD SHX Text
113

AutoCAD SHX Text
114

AutoCAD SHX Text
115

AutoCAD SHX Text
116

AutoCAD SHX Text
117

AutoCAD SHX Text
118

AutoCAD SHX Text
119

AutoCAD SHX Text
120

AutoCAD SHX Text
121

AutoCAD SHX Text
122

AutoCAD SHX Text
127

AutoCAD SHX Text
125

AutoCAD SHX Text
123

AutoCAD SHX Text
126

AutoCAD SHX Text
124

AutoCAD SHX Text
128

AutoCAD SHX Text
130

AutoCAD SHX Text
131

AutoCAD SHX Text
130.1

AutoCAD SHX Text
HALL

AutoCAD SHX Text
129

AutoCAD SHX Text
132

AutoCAD SHX Text
133

AutoCAD SHX Text
134

AutoCAD SHX Text
135

AutoCAD SHX Text
136

AutoCAD SHX Text
137

AutoCAD SHX Text
138

AutoCAD SHX Text
139

AutoCAD SHX Text
140

AutoCAD SHX Text
HALL

AutoCAD SHX Text
124.1

AutoCAD SHX Text
FILES STORAGE

AutoCAD SHX Text
104

AutoCAD SHX Text
CRIMINAL DEPARTMENT

AutoCAD SHX Text
103.1

AutoCAD SHX Text
NEW COUNTER

AutoCAD SHX Text
CIVIL PUBLIC TERMINAL

AutoCAD SHX Text
114.1

AutoCAD SHX Text
ELEV.

AutoCAD SHX Text
105

AutoCAD SHX Text
STORAGE

AutoCAD SHX Text
113.1

AutoCAD SHX Text
TYP.

AutoCAD SHX Text
1

AutoCAD SHX Text
TYP.

AutoCAD SHX Text
1

AutoCAD SHX Text
TYP.

AutoCAD SHX Text
1

AutoCAD SHX Text
TYP.

AutoCAD SHX Text
1

AutoCAD SHX Text
TYP.

AutoCAD SHX Text
1

AutoCAD SHX Text
TYP.

AutoCAD SHX Text
1

AutoCAD SHX Text
TYP.

AutoCAD SHX Text
1

AutoCAD SHX Text
TYP.

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
3

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
5

AutoCAD SHX Text
5

AutoCAD SHX Text
5

AutoCAD SHX Text
5

AutoCAD SHX Text
WALL SCHEDULE

AutoCAD SHX Text
EXISTING STUD WALL W/ NEW }" GWB. ON BOTH SIDES. (FULL HEIGHT APPROX 12'-10")

AutoCAD SHX Text
11

AutoCAD SHX Text
EXISTING MASONRY WALL W/ NEW ]" FURRING AND }" GWB. ON ONE SIDE. PROVIDE [" RIGID INSULATION ON ALL PERIMITER EXTERIOR WALLS (FULL HEIGHT APPROX 12'-10")   

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
EXISTING STUD WALL W/ RESURFACED PLASTER ON ONE SIDE. (FULL HEIGHT APPROX 12'-10")

AutoCAD SHX Text
7

AutoCAD SHX Text
EXISTING MASONRY WALL W/ WITH 3}" METAL STUD WALL W/ }" GWB. ON ONE SIDE. (FULL HEIGHT APPROX 13'-3") 

AutoCAD SHX Text
4

AutoCAD SHX Text
NEW 3}" METAL STUD WALL W/ }" GWB. ON ONE SIDE. (FULL HEIGHT APPROX 12'-10")

AutoCAD SHX Text
12

AutoCAD SHX Text
NEW 3}" METAL STUD WALL W/ }" GWB. ON BOTH SIDES. (FULL HEIGHT APPROX 12'-10")

AutoCAD SHX Text
13

AutoCAD SHX Text
NEW DOUBLE 3}" METAL STUD W/ }" GWB. ON BOTH SIDES. (TO FILL OPENING)

AutoCAD SHX Text
19

AutoCAD SHX Text
NEW 3}" METAL STUD W/ }" GWB. ON BOTH SIDES. (TO FILL OPENING)

AutoCAD SHX Text
21

AutoCAD SHX Text
EXISTING STUD WALL W/ }" GWB. ON ONE SIDE (FULL HEIGHT 12'-10")

AutoCAD SHX Text
10

AutoCAD SHX Text
EXISTING MASONRY WALL W/ NEW ]" FURRING AND }" GWB. ON ONE SIDES. PROVIDE [" RIGID INSULATION ON ALL PERIMITER EXTERIOR WALLS (FULL HEIGHT APPROX 13'-3")   

AutoCAD SHX Text
NEW 6" METAL STUD WALL W/ }" GWB. ON BOTH SIDES. (FULL HEIGHT APPROX 12'-10") (TO 4" ABOVE SUSPENDED CEILING)

AutoCAD SHX Text
17

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
6

AutoCAD SHX Text
6

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
6

AutoCAD SHX Text
6

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
3

AutoCAD SHX Text
EXISTING MASONRY WALL W/ NEW ]" FURRING AND }" GWB. ON ONE SIDES. (HEIGHT SLOPING W/ BOTTOM OF EXIST STAIRS)   

AutoCAD SHX Text
3

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
EXISTING MASONRY WALL W/ WITH 3}" METAL STUD WALL W/ }" GWB. ON ONE SIDE. (FULL HEIGHT APPROX 12'-10") 

AutoCAD SHX Text
5

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
5

AutoCAD SHX Text
EXISTING MASONRY WALL W/ RESURFACED PLASTER ON ONE SIDE. (FULL HEIGHT APPROX 12'-10") 

AutoCAD SHX Text
6

AutoCAD SHX Text
6

AutoCAD SHX Text
6

AutoCAD SHX Text
6

AutoCAD SHX Text
6

AutoCAD SHX Text
6

AutoCAD SHX Text
6

AutoCAD SHX Text
6

AutoCAD SHX Text
7

AutoCAD SHX Text
7

AutoCAD SHX Text
7

AutoCAD SHX Text
7

AutoCAD SHX Text
7

AutoCAD SHX Text
7

AutoCAD SHX Text
7

AutoCAD SHX Text
7

AutoCAD SHX Text
7

AutoCAD SHX Text
7

AutoCAD SHX Text
7

AutoCAD SHX Text
7

AutoCAD SHX Text
7

AutoCAD SHX Text
7

AutoCAD SHX Text
7

AutoCAD SHX Text
EXISTING STUD WALL W/ ]" FURRING AND }" GWB. OVER EXIST PLASTER. (SHIM WHERE REQUIRED) (FULL HEIGHT APPROX 12'-10")

AutoCAD SHX Text
8

AutoCAD SHX Text
8

AutoCAD SHX Text
8

AutoCAD SHX Text
8

AutoCAD SHX Text
8

AutoCAD SHX Text
8

AutoCAD SHX Text
8

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
8

AutoCAD SHX Text
8

AutoCAD SHX Text
8

AutoCAD SHX Text
8

AutoCAD SHX Text
8

AutoCAD SHX Text
8

AutoCAD SHX Text
8

AutoCAD SHX Text
8

AutoCAD SHX Text
1

AutoCAD SHX Text
8

AutoCAD SHX Text
8

AutoCAD SHX Text
EXISTING STUD WALL W/ ]" FURRING AND }" GWB. OVER EXIST PLASTER. (SHIM WHERE REQUIRED) ( GWB. TO 4" ABOVE SUSPENDED CEILING)

AutoCAD SHX Text
9

AutoCAD SHX Text
9

AutoCAD SHX Text
9

AutoCAD SHX Text
9

AutoCAD SHX Text
9

AutoCAD SHX Text
9

AutoCAD SHX Text
9

AutoCAD SHX Text
10

AutoCAD SHX Text
10

AutoCAD SHX Text
8

AutoCAD SHX Text
8

AutoCAD SHX Text
1

AutoCAD SHX Text
11

AutoCAD SHX Text
9

AutoCAD SHX Text
11

AutoCAD SHX Text
11

AutoCAD SHX Text
11

AutoCAD SHX Text
11

AutoCAD SHX Text
11

AutoCAD SHX Text
11

AutoCAD SHX Text
11

AutoCAD SHX Text
10

AutoCAD SHX Text
10

AutoCAD SHX Text
8

AutoCAD SHX Text
8

AutoCAD SHX Text
12

AutoCAD SHX Text
12

AutoCAD SHX Text
12

AutoCAD SHX Text
13

AutoCAD SHX Text
13

AutoCAD SHX Text
13

AutoCAD SHX Text
13

AutoCAD SHX Text
13

AutoCAD SHX Text
13

AutoCAD SHX Text
NEW 3}" METAL STUD WALL W/ }" GWB. ON BOTH SIDES. (FULL HEIGHT APPROX 13-3)

AutoCAD SHX Text
14

AutoCAD SHX Text
14

AutoCAD SHX Text
NEW 3}" METAL STUD WALL W/ }" GWB. ON BOTH SIDES. (FULL HEIGHT APPROX 12'-10") (TO 4" ABOVE SUSPENDED CEILING)

AutoCAD SHX Text
15

AutoCAD SHX Text
15

AutoCAD SHX Text
15

AutoCAD SHX Text
15

AutoCAD SHX Text
NEW 3}" METAL STUD WALL W/ }" GWB. ON BOTH SIDES. (TO 4" ABOVE SUSPENDED CEILING)

AutoCAD SHX Text
16

AutoCAD SHX Text
16

AutoCAD SHX Text
15

AutoCAD SHX Text
8

AutoCAD SHX Text
8

AutoCAD SHX Text
1

AutoCAD SHX Text
17

AutoCAD SHX Text
NEW 3}" METAL STUD WALL W/ }" GWB. ON BOTH SIDES. (FULL HEIGHT APPROX 3'-[")

AutoCAD SHX Text
18

AutoCAD SHX Text
18

AutoCAD SHX Text
19

AutoCAD SHX Text
19

AutoCAD SHX Text
19

AutoCAD SHX Text
NEW 6" METAL STUD W/ }" GWB. ON BOTH SIDES. (TO FILL OPENING)

AutoCAD SHX Text
20

AutoCAD SHX Text
20

AutoCAD SHX Text
20

AutoCAD SHX Text
20

AutoCAD SHX Text
13

AutoCAD SHX Text
21

AutoCAD SHX Text
FOR ALL EXISTING PLASTER WALLS TO REMAIN, APPLY SUPER CRACKSTOP FIBERGLASS MESH OVER ENTIRE WALL.  RAKE OVER THE DAMAGED PLASTER WITH A PAINT SCRAPER. OVER THE DAMAGED PLASTER WITH A PAINT SCRAPER. PAINT SCRAPER. SCRAPER. DON'T USE THE TOOL TO SCRAPE - SIMPLY DRAW IT OVER THE DAMAGE TO REMOVE LOOSE MATERIAL, WHICH SHOULD FALL OUT ON ITS OWN. UNROLL ENOUGH SELF-ADHESIVE FIBERGLASS MESH TAPE TO COVER THE ENTIRE WALL, COVER THE TAPE WITH PLASTER COMPOUND, FOLLOW MANUFACTURERS RECOMMENDATIONS. APPLY ONE COAT OF PLASTER COMPOUND OVER THE FIBERGLASS MESH TAPE. APPLY IT WITH A PLASTERING TROWEL, TROWEL, LAYING IT OVER THE TAPE AND FEATHERING THE EDGES INTO THE SURROUNDING WALL AS WELL AS POSSIBLE. APPLY A THIN LAYER OVER THE PREVIOUS ONE AFTER IT HAS DRIED TO FILL HOLES AND VOIDS. SAND THE REPAIR LIGHTLY WITH A SANDING SPONGE ONCE THE SPONGE ONCE THE ONCE THE PLASTER OR JOINT COMPOUND HAS SET. PRIME THE PLASTER WITH POLYVINYL ACETATE PRIMER PRIOR TO PAINTING THE PRIMER PRIOR TO PAINTING THE PRIOR TO PAINTING THE WALL. PRIME AND PAINT REPAINT WALL WITH MINIMUM OF TWO FINISH COATS OF PAINT.

AutoCAD SHX Text
PLASTER REPAIR NOTES:

AutoCAD SHX Text
EXISTING RUBBER STAIRS TREAD COVERING TO BE REMOVED. PREP AND PREPARE FOR NEW LVP TREAD COVERINGS (ARMSTRONG TRO35STR), OR APPROVED EQUAL. OVERLAP STAIR NOSE. RISERS TO BE PAINTED.

AutoCAD SHX Text
ALUM. THRESHOLD

AutoCAD SHX Text
WOOD TRESHHOLD

AutoCAD SHX Text
MARBLE THRESHOLD

AutoCAD SHX Text
A.T.

AutoCAD SHX Text
W.T.

AutoCAD SHX Text
M.T.

AutoCAD SHX Text
A.T.

AutoCAD SHX Text
A.T.

AutoCAD SHX Text
A.T.

AutoCAD SHX Text
A.T.

AutoCAD SHX Text
A.T.

AutoCAD SHX Text
M.T.

AutoCAD SHX Text
M.T.

AutoCAD SHX Text
M.T.

AutoCAD SHX Text
M.T.

AutoCAD SHX Text
M.T.

AutoCAD SHX Text
M.T.

AutoCAD SHX Text
W.T.

AutoCAD SHX Text
W.T.

AutoCAD SHX Text
W.T.

AutoCAD SHX Text
W.T.

AutoCAD SHX Text
W.T.

AutoCAD SHX Text
W.T.

AutoCAD SHX Text
W.T.

AutoCAD SHX Text
W.T.

AutoCAD SHX Text
W.T.

AutoCAD SHX Text
W.T.

AutoCAD SHX Text
W.T.

AutoCAD SHX Text
W.T.

AutoCAD SHX Text
W.T.

AutoCAD SHX Text
W.T.

AutoCAD SHX Text
W.T.

AutoCAD SHX Text
W.T.

AutoCAD SHX Text
W.T.

AutoCAD SHX Text
W.T.

AutoCAD SHX Text
W.T.

AutoCAD SHX Text
W.T.

AutoCAD SHX Text
W.T.

AutoCAD SHX Text
W.T.

AutoCAD SHX Text
W.T.

AutoCAD SHX Text
W.T.

AutoCAD SHX Text
W.T.

AutoCAD SHX Text
M.T.

AutoCAD SHX Text
W.T.

AutoCAD SHX Text
W.T.

AutoCAD SHX Text
W.T.

AutoCAD SHX Text
W.T.

AutoCAD SHX Text
M.T.

AutoCAD SHX Text
TYP.

AutoCAD SHX Text
1

AutoCAD SHX Text
TYP.

AutoCAD SHX Text
1

AutoCAD SHX Text
TYP.

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
TYP.

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
TYP.

AutoCAD SHX Text
1

AutoCAD SHX Text
TYP.

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
TYP.

AutoCAD SHX Text
1

AutoCAD SHX Text
TYP.

AutoCAD SHX Text
1

AutoCAD SHX Text
TYP.

AutoCAD SHX Text
1

AutoCAD SHX Text
TYP.

AutoCAD SHX Text
1

AutoCAD SHX Text
TYP.

AutoCAD SHX Text
1

AutoCAD SHX Text
TYP.

AutoCAD SHX Text
1

AutoCAD SHX Text
TYP.

AutoCAD SHX Text
1

AutoCAD SHX Text
TYP.

AutoCAD SHX Text
1

AutoCAD SHX Text
TYP.

AutoCAD SHX Text
1

AutoCAD SHX Text
TYP.

AutoCAD SHX Text
1

AutoCAD SHX Text
TYP.

AutoCAD SHX Text
1

AutoCAD SHX Text
PRESSURE WASH EXIST. CONC

AutoCAD SHX Text
PRESSURE WASH EXIST. CONC

AutoCAD SHX Text
SEE 3/A-8.5

AutoCAD SHX Text
SEE 4/A-8.5

AutoCAD SHX Text
PRESSURE WASH EXIST. CONC

AutoCAD SHX Text
PRESSURE WASH EXIST. CONC

AutoCAD SHX Text
AREA OF FLOOR TO BE REPLACED W/ SALVAGED WOOD FLOOR

AutoCAD SHX Text
THE CONTRACTOR SHALL PUT IN HIS BID COST TO REPLACE 1000 SF. OF EXIST. WOOD FLOOR WHERE INDIVIDUAL PIECES ARE DAMAGED OR MISSING. ARCHITECT AND CONTRACTOR TO TO CONFIRM ON SITE THESE AREAS OF REPAIR. ANY FLOOR AREAS ALREADY SPECIFIED TO BE REPAIRED SHALL NOT BE INCLUDED IN THIS 1000 SF. ESTIMATE.

AutoCAD SHX Text
WOOD FLOOR REPAIR NOTES:

AutoCAD SHX Text
NEW FLAGPOLE


GENERAL NOTES:

o THE CONTRACTOR IS TO CHECK AND VERIFY ALL DIMENSIONS AND
CONDITIONS AT THE JOB SITE PRIOR TO COMMENCING THE BUILD.

o THE CONTRACTOR 1S TO CONFORM TO REQUIREMENTS OF THE NC
BUILDING CODE AND ALL OTHER APPLICABLE REGULATIONS AND
ORDINANCES.

* THE CONTRACTOR 1S REQUIRED TO MAKE A SITE VISIT TO EXAMINE
AREAS REQUIRING REFPAIR

o AT ALL AREAS OF HARDWOOD FLOOR REFPAIR CONTRACTOR IS TO
PROTECT EXISTING FLOOR TO REMAIN. ALL DAMAGED FLOOR IS TO BE
DISPOSED OF N A TIMELY, LEGAL AND PROPER MANNER.

e THE CONTRACTOR SHALL PROTECT ALL AREAS NEAR DAMAGED WALL
AND CEILING PLASTER. TO PREVENT FURTHER DAMAGE AND EXPOSURE
TO MOISTER. THE CONTRACTOR WILL BE RESFPONSIBLE TO REFPAIR ANT
DAMAGE AT NO ADDITIONAL COST TO THE OUNER

o ANY DISCREPANCIES TO THESE PLANS SHALL BE CONVEYED TO THE
ARCHITECT PRIOR TO BEGINNING WORK.

e ALl INTERIOR WALLS TO BE FILLED WITH SOUND BATT INSULATION.
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THE CONTRACTOR SHALL PUT IN HIS BID COST TO REPLACE 1292 SF.
OF EXIST. WOOD FLOOR WHERE INDIVIDUAL PIECES ARE DAMAGED OR
MISSING. ARCHITECT AND CONTRACTOR TO TO CONFIRM ON SITE THESE
AREAS OF REPAIR. ANY FLOOR AREAS ALREADY SFPECIFIED TO BE
REPAIRED SHALL NOT BE INCLUDED IN THIS @02 SF. ESTIMATE.
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WALL SCHEDULE

®

EXISTING MASONRY WALL W/ NEW 8"
FURRING AND %" GWB. ON ONE SIDE.
PROVIDE 24" RIGID INSULATION ON
ALL PERIMITER EXTERIOR WALLS
(FULL HEIGHT APPROX 12'-12")

NEW 3%" METAL STUD WALL W/ %" GWB. ON
BOTH SIDES. (FULL HEIGHT APPROX 12'-12")

®

EXISTING MASONRY WALL W/ NEW "
FURRING AND %" GWB. ON ONE SIDES.
PROVIDE 24" RIGID INSULATION ON ALL
PERIMITER EXTERIOR WALLS (FULL
HEIGHT APPROX 12'-3")

NEW 3%" METAL STUD WALL W/ %" GWB. ON
ONE SIDES. (GUWB. TO 4" ABOVE SUSPENDED
CEILING)

NEW &" METAL STUD WALL W/ %" GWB. ON
BOTH SIDES. (FULL HEIGHT APPROX 12'-12")

EXISTING MASONRT WALL W/ WITH &" METAL
STUD WALL W/ %" GWB. ON ONE SIDE. (GUB.
TO 4" ABOVE SUSFPENDED CEILING)

®© | ® & @

NEW 3%" METAL STUD WALL W/ %" GWB. ON
BOTH SIDES. (FULL HEIGHT APPROX 3'-24'")

EXISTING MASONRY WALL W/ WITH 3%" METAL
STUD WALL W/ %" GWB. ON ONE SIDE. (FULL
HEIGHT APPROX 12'-10")

NEW DOUBLE 3%" METAL STUD W/ 2 LATERS OF
SOUNDBREAK XP %" GUWB. ON BOTH SIDES. (TO
FILL OFPENING)

EXISTING MASONRY WALL W/ IMPACT RESISTANT
%" GWB OVER " PLYWOOD ON ONE 8IDE.
(SHIM WHERE REQUIRED) (FULL HEIGHT APPROX
12'-12")

® | O

NEW DOUBLE 3%" METAL STUD W/ %" GWB. ON
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